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Sunnyside Gold Corporation

1888 Sherman Street, Suite 780
Denver, Colorado 80203

July 16, 2012

Peter Butler

Co-Coordinator

Animas River Stakeholders Group
1711 Baby Bear Rd.

Durango, CO 81301

Steve Fearn

Co-Coordinator

Animas River Stakeholders Group
PO Box 468

Silverton, CO 81433

Bill Simon

Co-Coordinator

Animas River Stakeholders Group
8185 CR 203

Durango, CO 81301

Re: Memorandum and Report - Animas River Water Quality
Dear Co-Coordinators:

Sunnyside Gold Corporation is committed to continuing to act as a catalyst to further the
collaborative effort of the Animas River Stakeholders Group to improve water quality and
habitats in the Animas River. We have commissioned and are submitting the enclosed Technical
Memorandum and Report to contribute to the collaborative effort.

Sunnyside views it to be essential for the Animas River Stakeholders Group to accurately
understand of the sources of metals loading in the Animas River in the Silverton area. The
enclosed Technical Memorandum: Mass Loading Analysis summarizes work done by
Geochimica at the request of Sunnyside to contribute to such understanding. The Memorandum
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confirms that Cement Creek and certain adits in the Cement Creek drainage significantly
contribute to metals loading in the Animas.

Given the significant metals loading from Cement Creek, Sunnyside views it to be important that
the Animas River Stakeholders Group determine an efficient and cost effective methodology or
methodologies to treat waters in the Cement Creek drainage. The enclosed Report: Evaluation of
Certain Selected Conventional Treatment Alternatives — Cement Creek was prepared by MWH at
Sunnyside’s request and evaluates four proven treatment alternatives. It is not the purpose of the
Report to suggest the ultimate determination of what may be the best methodology or alternative.
Rather, it is the goal of the Report to set forth four feasible alternatives against which other
methodologies or alternatives may be measured.

We will plan to distribute copies of the Technical Memorandum and the Report at the upcoming
meeting of the Animas River Stakeholders Group. Sunnyside is hopeful that these papers will
serve as stepping stones on the path to improving water quality and habitats in the Animas River.

Sincerely,
@1{,& PA‘&L:_M -
Sunnyside Gold Corporation

Larry Perino
Reclamation Manager

Cc: Lauren M. Roberts
Greg V. Etter
Encs.
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EXECUTIVE SUMMARY

The Cement Creek drainage is located in the Upper Animas Mining District in Southwest
Colorado. Cement Creek is a tributary to the Animas River and joins the Animas River within
the City of Silverton, Colorado. The Cement Creek and adjacent drainages (i.e., Mineral Creek,
Animas River, etc.) in the upper Animas Mining District are highly mineralized and have been
subjected to significant mineral evaluation and development since the mid-1800s. The Cement
Creek drainage has sulfide mineralization and while pre-mining water quality data is unavailable,
water quality in upper and lower Cement Creek likely was impacted by the native geologic

conditions even before mineral development occurred in the area.

From 1978 through 2002, Sunnyside Gold Corporation (SGC) and its predecessors operated a
water treatment plant (WTP) at Gladstone. Starting in 1996, the WTP directed up to 4.5 cfs of
the Creek’s flow through a lime treatment process that increased the water’s pH to precipitate
metals of concern (copper, zinc, cadmium, iron, etc.). The WTP was operated by SGC under a
permit from the State of Colorado until 2003. In 2003 following completion of the Terms and
Conditions of a Consent Decree with the State of Colorado Department of Public Health and
Environment, SGC was relieved of further environmental mitigation responsibilities in the area.
At that time, Gold King Mines Corporation assumed the operation of the WTP and the associated
permit. Gold King operated the facility into 2004 until it was decommissioned. The settling

ponds were reclaimed in 2006.

Since 2004, noticeable changes in water quality have occurred in both Cement Creek and the
upper Animas River below its confluence with Cement Creek. This Report evaluates certain
selected conventional water treatment methodologies and was developed to provide a base case
water treatment alternative against which other methodologies and approaches could be
measured and assessed to address concerns regarding water quality in the upper Animas River.
As a result of Logsdon’s water quality study (Mass Loading Analysis of upper Animas River at
Water Quality Station A-72, 2012) and discussion with SGC, it was determined that it would be
useful to evaluate the collection and treatment of specific known mine adit drainages as well as
the potential to treat all or part of the flow from upper Cement Creek.
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This evaluation involved the following primary activities:

e Review and analysis of existing water quality data and reports relative to the upper

Animas River drainage

e Initial screening of eight known water treatment methodologies

e Selection of four conventional treatment methodologies for bench-scale testing and

evaluation using upper Cement Creek water. The selected methodologies are:

1.
2.

Lime - Hydroxide precipitation

Ferric Chloride and Lime - Hydroxide precipitation followed by enhanced

coagulation

Sulfide and Lime - Metal sulfide precipitation

Oxidation Co-precipitation - Co-precipitation using ferric and manganese

oxidation

e Determination of “best apparent” treatment methodology from the bench-scale testing to

carry forward in the evaluation

e Development of five conceptual treatment alternatives (facility designs) for evaluation

that would utilize the “best apparent” treatment methodology; the five alternatives

developed are:

1.

Alternative 1 - Adit collection and partial Cement Creek flow treatment with
mechanical solids settling and “dry” sludge disposal (1,000 gpm capacity).
Alternative 2 - Adit collection and partial Cement Creek flow treatment with pond
settling of solids and “wet” sludge disposal (1,000 gpm capacity).

Alternative 3 - Cement Creek flow treatment, up to 2,000 gpm, with mechanical
solids settling and *“dry” sludge disposal.

Alternative 4 - Cement Creek flow treatment, up to 2,000 gpm, with pond settling
of solids and “wet” sludge disposal.

Alternative 5 - Adit collection and treatment with direct filtration of solids and
“dry” sludge disposal (1,000 gpm capacity)

e Screening and evaluation of the five treatment alternatives using eight non-financial

screening criteria as follows:

1.
2.

Treatability (effectiveness of metal removal)
Reliability
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Practicality
Operability
Flexibility

Removal/Disposal

N g oA~ W

Infrastructure requirements

8. Environmental considerations
e Development of preliminary capital cost (CAPEX) estimates
e Development of preliminary operating cost (OPEX) estimates

e Comparison of alternatives and statement of opinions

Based on the bench-scale testing of the selected treatment methodologies, conventional lime

precipitation stands out as the “best apparent” treatment methodology and is very effective at

reducing metal loads in upper Cement Creek source water.

Five conceptual treatment alternatives were then developed, incorporating the lime precipitation
methodology, and analyzed using the eight non-financial screening criteria discussed above. The

screening criteria and results of the screening exercise are shown in the table below.
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Table E1

Non-Financial Screening of Alternatives

Screening Criteria

Alternatives

Treatability
Reliability
Practicality
Operability
Flexibility
Removal/Disposal
Infrastructure
Environmental
Total Score

Alternative 1

Adit collection and partial Cement
Creek flow treatment with
mechanical solids settling and
“dry” sludge disposal (1,000 gpm
capacity).

Alternative 2

Adit collection and partial Cement
Creek flow treatment with pond 5 3 4 3 5 4 3 3 30
settling of solids and “wet” sludge
disposal (1,000 gpm capacity).
Alternative 3

Cement Creek flow treatment, up to
2,000 gpm, with mechanical solids
settling and “dry” sludge disposal.
Alternative 4

Cement Creek flow treatment, up to
2,000 gpm, with pond settling of
solids and “wet” sludge disposal.
Alternative 5

Adit collection and treatment with
direct filtration of solids and “dry” 3 3 4 3 4 | 4 4 4 29
sludge disposal (1,000 gpm

capacity)
Screening Criteria Rating
Best Meets Results.........cc.cccccueneen. 5
Meets ReSUltS ........ccovvvieneciiennn, 4
Partially Meets results................... 3
Does Not Meet Results.................. 2
Negative Impacts..........ccoceeevvvrnnne. 1
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The estimated capital and annual operating costs for each of the five evaluated alternatives are

shown in the tables below.

Table E2

Capital and Annual Operating Cost Estimates for Alternatives

Cost Estimates, $US
Alternative Capital Cost Operating Cost, Annual
1 $ 6,524,000 $ 910,000
2 $ 5,960,000 $ 876,000
3 $ 6,407,000 $ 1,440,000
4 $ 5,573,000 $ 1,442,000
5 $ 4,537,000 $ 930,000

Based upon non-financial screening criteria, Alternatives 1 and 3 are superior to the others. Of
these two, Alternative 1, due to its lower annual operating costs, is financially superior and
provides the best base case alternative against which other methodologies and approaches could

be measured.
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1.0 INTRODUCTION

This Report evaluates certain selected conventional water treatment methodologies and was
developed to provide a base case water treatment alternative against which other methodologies
and approaches could be measured and assessed to address concerns regarding water quality in
the upper Animas River. This evaluation is focused on conventional treatment alternatives
applied to upper Cement Creek (near Gladstone) as a major tributary and metal load contributor
to the Animas. The Report includes estimates of the capital and operations cost for each of the

analyzed alternatives.

1.1  Background

The Cement Creek drainage is a tributary to the Animas River above Mineral Creek. While the
drainage area is relatively small (13,100+ acres), its topography is relatively steep sided and
subject to rapid spring runoff conditions. Cement Creek between Gladstone and the confluence
with the Animas River near Silverton is relatively undeveloped except for limited recreation and
historic mining activities. The elevation of the drainage ranges from 9,300 to 11,500 feet in the

general area (Silverton to Mogul Mine complex) considered in this report.

There are numerous mining related features that discharge water to Cement Creek. These
features include four water producing mine adits/portals that are considered to be significant
sources of water gquality concern for the purpose of this report. They are the American Tunnel,
Gold King Mine adit, Mogul Mine adit, and Red Bonita Mine adit. In addition, there are
numerous creeks, gulches and ephemeral drainages that discharge to Cement Creek along its
entire length. Many of these tributaries contain historic mines, prospects and other mine related
workings that can affect water quality in Cement Creek. The Cement Creek drainage is believed
to have had historic natural water quality degradation resulting in low pH and elevated dissolved
mineralization in the water as a result of the native geology of the area. This condition is similar
to other areas of the country that have concentrated sulfide mineralization that is exposed by

weathering influences, high precipitation and mountainous topography.
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From the available water data, noticeable changes in water quality began occurring in the 2003 —
2004 time period. Prior to that general period, in-stream metal loading, in terms of key metals of
interest (zinc, copper, cadmium, etc.), was lower by as much as an order of magnitude at the
CC-48 monitoring station (Figures 1A & 1B), located above the confluence of the upper Animas

River and Cement Creek.

There was a water treatment plant (WTP), located near Gladstone, that was operated from 1978
to 2003. The WTP was successful in providing the desired water quality results in Cement
Creek (CC-48) and the upper Animas River (A-72). Thus, information from that facility is a

useful starting point for this evaluation.

From mid-1996 through 2003 when the Gladstone treatment plant was in operation, as much as
1,600 gpm of Cement Creek flow was diverted for treatment at the facility. The treatment plant
increased the pH to 9 or higher using slaked lime (an average of 370+ mg/L of lime was added
based upon operator recollection). Lime precipitated metal solids were allowed to settle within
four flow-through earthen settling ponds prior to discharge back to Cement Creek. The facility
was relatively simple and, other than the addition of a flocculant (to improve pond settling), no
other chemicals were used for the treatment of target metals or to remove dissolved and
suspended solids. Information regarding the individual sources (Cement Creek and American
Tunnel) that were diverted for treatment and the treatment plant effluent water quality was made
available for use in this study. Influent water quality monitoring was maintained on a monthly
basis from individual grab samples and effluent grab samples were collected weekly. The
numerical discharge information for the operating treatment facility was limited to zinc, copper,
lead, mercury, TSS, and pH although other parameters were monitored on a periodic basis
(aluminum, manganese and iron). Discharge limits for the facility were established by the
Colorado Department of Public Health and Environment (CDPS-CO-0027529) and were
essentially the same limits as the federal “best available technology” limits (BAT) for a

mining/processing facility at the time.

There were no other specific numerical discharge limits beyond the typical BAT requirements
for the treatment plant’s discharge effluent concentration (except pH range 7.0 to 10.0) for the
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period of record (1996 — 2003), although TDS was to be monitored and reported monthly. Flows
(treated effluent) ranged seasonally from a high of approximately 1,600 gpm down to 360 gpm

according to the available information.

Recent (2009 — 2011) water quality information for Cement Creek (CC-48) above the confluence
with the upper Animas River is provided in Table 1. Copper concentration averaged 130 ug/L
with a maximum value of 255 pg/L. Zinc had an average of 1,997 ug/L and a maximum month
value of 2,880 ug/L during this approximate 40-month period of record. The general indication
is that both the copper and zinc concentration began to increase statistically near the beginning of
2003.
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Table 1

Lower Cement Creek Location of Sample CC-48

cfs mg/L mg/L mg/L mg/L mg/L mg/L mue/L me/L ue/L me/L He/L ue/L He/L
DATE FLOW_ PH Ca Mg Na K S04 TDS Al cd Cu Fe Mn Pb Zn
3/3/2009  12.00 3.27 | 200.00 | 11.00 4.00 3.00 688 904 8,150 | 6.200 | 129.00 A 12,600 | 5080 | 20.000 2,560
3/4/2009 3.86 179.04 | 10.69 4.39 1.93 606 862 7,471 | 5750 | 140.90 | 9,110 4,988 | 20.000 2,391
4/6/2009 3.36 177.64 | 9.93 4.14 1.67 8,273 | 4.790 | 12430 @ 15350 | 4,288 | 20.000 2,096
5/13/2009  292.00 6.30 25.76 2.10 1.43 0.59 79 136 666 2210 | 56.90 @ 1,830 719 10.000 621
5/19/2009  227.00 5.40 28.60 2.37 1.26 86 751 2.100 | 56.30 | 2,000 766 0.000 611
6/2/2009 4.50 46.56 3.55 1.23 0.68 1,902 2.630 | 8510 | 3,850 1,245 | 20.000 854
6/16/2009,  58.00 4.29 67.60 4.82 2.26 199 320 2,800 | 3.400 | 90.60 | 3,090 1,770 | 10.000 1,080
7/8/2009  43.00 4.94 85.18 5.52 1.98 0.95 287 449 3,244 | 3.710 | 10350 | 3,160 2,258 | 10.000 1,334
7/14/2009,  28.00 3.95 106.00 | 6.99 3.03 1.23 279 500 4,050 = 4.600 | 110.00 | 3,670 2,830 | 10.000 1,620
8/12/2009 3.45 158.93 | 9.89 1.70 6,779 | 5800 | 25530 | 6,660 4,351 | 20.000 2,455
8/18/2009,  18.00 3.51 172.00 | 10.45 4.27 1.93 541 870 7,045 | 6550 | 22250 @ 7,760 4,840 | 20.000 2,685
9/16/2009  17.00 3.94 | 159.33 | 10.30 3.83 1.91 535 745 7,038 | 6.280 | 22460 A 5,350 4,402 | 20.000 2,557
9/22/2009,  18.00 3.65 171.00 | 10.40 4.67 1.92 507 870 6,930 | 6.600 | 189.00 & 9,530 4,920 | 10.000 2,570
10/5/2009 3.31 160.51 | 10.72 3.81 1.83 5985 | 6.320 | 213.20 A 8,720 5024 | 20.000 2,561
11/4/2009  18.00 2.80 187.00 | 11.00 4.00 2.00 619 846 7,060 | 6.200 | 165.00 | 9,970 4,920 | 10.000 2,490
11/5/2009 3.47 11.60 1.78 1.31 0.63 0 0.000 1.20 60 0 0.000 0
11/17/2009,  15.30 3.50 180.00 | 11.00 5.57 2.12 450 890 7,850 | 6.400 | 152.00 @ 1,160 5270 | 20.000 2,650
12/1/2009 3.36 22.27 3.50 2.98 0.94 21 0.210 1.10 130 8 0.000 0
2/17/2010 350 | 208.50 | 11.85 5.21 2.02 604 960 8,420 | 5450 | 11850 & 13,250 | 5,275 | 10.000 2,665
3/2/2010 3.43 | 201.13 | 12.37 4.70 2.22 8,075 | 5170 | 13290 & 12,840 A 5346 | 10.000 2,676
3/17/2010,  13.70 3.42 198.00 | 11.20 5.76 2.10 529 940 7,820 | 5300 | 109.00 @ 9,640 5200 | 10.000 2,600
4/6/2010 3.50 194.63 | 11.32 4.59 2.17 7,996 | 5500 | 128.70 & 13630 | 5349 | 20.000 2,681
4/13/2010,  26.40 3.93 108.00 | 6.99 3.52 1.29 355 4830 | 4.900 | 110.00 A 8,540 3,005 | 10.000 1,575
5/5/2010  40.00 4.15 75.46 5.07 2.08 1.07 246 351 3,166 | 4.000 | 9270 | 6,370 2,163 | 10.000 1,414
6/2/2010,  137.00 5.15 30.64 2.43 1.31 0.54 104 170 983 2190 | 73.00 & 2,380 825 10.000 664
7/8/2010,  25.00 3.05 108.49 | 6.94 2.78 1.11 370 521 4320 @ 4510 | 123.00 | 3,070 2,700 | 20.000 1,548
7/13/2010,  21.00 3.57 125.00 | 8.04 3.45 1.52 374 620 5090 | 4.400 | 118.00 & 4,300 3,280 | 20.000 1,800
8/10/2010 3.57 125.60 | 8.66 2.78 1.43 5942 | 5570 | 184.10 | 5,030 3,491 | 20.000 2,026
9/9/2010  17.00 3.04 155.08 | 9.19 3.90 1.88 542 807 6,544 | 5.680 | 179.70 | 5,340 4,171 | 20.000 2,262
9/14/2010,  15.00 3.45 183.50 | 10.90 4.67 2.02 507 818 7,375 | 5600 | 16450 @ 8,930 4,990 | 20.000 2,670
10/4/2010 3.27 156.54 | 9.30 1.66 6,695 | 6.080 | 178.10 A 8,210 4,729 | 20.000 2,487
11/2/2010,  15.00 3.51 183.50 | 11.35 4.90 2.05 535 880 7,560 | 6.700 | 137.00 & 11,400 | 5,170 | 20.000 2,880
11/3/2010,  14.00 3.20 162.00 | 9.77 3.91 1.87 578 820 6,685 | 6.070 | 155.10 @ 8,650 4,517 | 20.000 2,472
12/7/2010 3.36 166.86 | 9.73 4.56 2.07 6,604 | 5400 | 131.10 = 9,530 4,516 | 20.000 2,272
1/5/2011 3.24 | 204.00 | 11.00 4.00 2.00 665 904 7,840 | 6.200 | 133.00 @ 17,500 | 5,400 | 20.000 2,640
3/9/2011  12.00 3.33 | 218.00 | 13.00 5.00 2.00 691 899 7,540 & 5600 | 101.00 A 18,100 | 5,100 | 20.000 2,360
5/4/2011,  30.00 3.53 154.00 | 9.00 4.00 2.00 509 700 7,000 | 5500 | 90.00 | 13,100 | 4,120 | 20.000 2,270
9/7/2011  17.00 4.41 175.00 | 10.00 4.00 2.00 568 812 5630 | 6.200 | 174.00 @ 8,160 4,220 | 20.000 2,440
11/2/2011  17.00 5.66 173.00 | 10.00 4.00 2.00 564 794 6,620 & 6.100 | 129.00 A 14,100 | 4,710 | 20.000 2,365
AVERAGE 45.86 3.80] 139.64 8.57 3.60 1.68 451 7070 5614 4920 130.33 7,848 3,742]  15.385 1,997
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20 SOURCE WATER CONSIDERATIONS

Two Cement Creek treatment scenarios were selected for initial evaluation. The first was to treat
the total flow, except peak flows, in upper Cement Creek near Gladstone (CC-18). This
approach would treat approximately the same peak flow treated by the previous treatment facility
(4.5£ cfs). The second scenario would involve the collection and treatment only of the major
adit flows, to the extent possible, in upper Cement Creek (i.e. above Gladstone. The four

potential adits are:

e American Tunnel

e Gold King Mine

e Mogul Mine

e Red & Bonita Mine

The details related to the collection and routing for each adit water source, cost of collection and
conveyance, and other engineering issues that may limit the conveyance of these drainages to a
central treatment location were considered. Based on these considerations, the Mogul Mine
discharge was deemed impractical primarily due to its location 1.5 miles from the potential

Gladstone treatment area and because it would be very difficult to access during the winter.

Photo 1 shows the drainage runoff and general area of the American Tunnel (2011). Photo 2
shows the Gold King Mine area (2012). Photo 3 provides a general view of the Mogul Mine Site
(2011). Photo 4 provides an overview of the Red & Bonita Adit (2011).
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Photo 1 — American Tunnel Adit
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Photo 2 — Gold King Adit
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Photo 3 — Mogul Mine Adit
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Photo 4 — Red & Bonita Adit
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Tables 2 to 7 provide a summary of available USEPA water quality and flow information for
these four drainage sources, upper Cement Creek near Gladstone (CC-18) and lower Cement
Creek near Silverton (CC-48) from May 2009 through October 2011. The sampling schedule
was seasonally limited (i.e., access to sampling locations is limited due to snow and climatic
conditions). The analytical results appear to be consistent over time between each sample and
the database is large enough to provide a reasonably robust basis for statistical analysis within a

very recent timeframe.
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Table 2

American Tunnel (CC-19)

Date Flow Cd Cu Zinc pH TSS
(cfs) (/L) | (ug/L) | (ug/L) (units) | (mg/L)

May 19/09 0.318 2.6 7.9 19,500 491 -
June 16/09 0.309 2.5 7.0 17,900 5.17 24
July 14/09 0.231 2.5 6.2 20,000 5.11 26
August 18/09 0.212 2.5 6.3 19,600 5.04 <20
September 22/09 0.221 2.5 6.6 20,500 5.16 <20
November 17/09 0.278 2.3 6.5 21,400 5.14 <20
February 17/10 0.178 2.3 5.9 19,000 5.19 <20
March 17/10 0.204 2.3 8.9 19,700 4.46 <20
April 13/10 0.204 2.4 6.6 20,600 5.38 <20
June 2/10 0.240 2.3 10.0 18,700 5.29 <20
July 13/10 0.240 2.1 5.0 18,300 5.26 <20
September 14/10 0.268 2.1 10.0 17,800 4.47 <20
November 2/10 0.240 2.3 10.0 21,000 5.17 27
March 15/11 0.212 2.0 10.0 20,500 5.18 <20
June 14/11 0.240 2.3 10.0 19,100 4.86 28
July 19/11 0.212 2.2 20.0 19,700 5.04 25
August 16/11 0.221 2.2 20.0 19,000 4.95 60
September 13/11 0.221 2.1 20.0 18,500 5.13 <20
October 18/11 0.240 2.1 20.0 20,800 5.08 28
Average 0.236 2.3 10.0 19,558 5.05 31
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Table 3

Gold King Mine (CC-06)

Date Flow Cd Cu Zinc pI_—I TSS
(cfs) (Mo/L) | (uo/L) | (pg/L) (units) (mg/L)

May 19/09 0.423 111 10,600 40,300 3.07 20*
June 16/09 0.498 60 5,680 23,800 3.68 29
July 14/09 0.436 61 5,710 24,800 3.19 30
August 18/09 0.358 66 7,150 26,300 3.31 <20
September 22/09 0.151 64 5,630 23,000 3.86 20
November 17/09 0.400* 60* 5,500* 25,000* 3.50* 20*
February 17/10 0.400* 60* 3,500* 35,000* 3.80* 20*
March 17/10 0.500* 38 2,710 15,200 4.96 <20
April 13/10 0.33 41 4,060 14,500 5.13 <20
June 2/10 0.558 136 12,300 44,700 3.15 <20
July 13/10 0.485 62 5,360 23,500 3.03 26
September 14/10 0.449 57.5 5,480 19,500 3.52 23
November 2/10 0.473 53 4,020 20,000 4.13 <20
March 15/11 0.400* 40* 5,500* 25,000* 3.80* 20*
June 14/11 0.328 136 12,400 402 2.55 20
July 19/11 0.298 61 9,930 33,400 2.79 <20
August 16/11 0.313** 70 8,363 27,550 2.87 20
September 13/11 0.332** 57 6,514 24,648 3.10 <20
October 18/11 0.321** 59 5,223 24,353 3.59 <20
Average 0.392 68 6,596 26,882 3.40 21

*Estimated value

**\Weighted average of GK and GK West
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Table 4

Mogul Mine (CC-02)

Date Flow Cd Cu Zinc pH TSS
(cfs) (/L) | (ug/L) | (ug/L) (units) | (mg/L)

May 19/09 0.259 41.3 41.3 28,200 3.11 -
June 16/09 0.108 57.2 50.4 28,000 3.63 22
July 14/09 0.178 62.1 45.5 32,900 3.52 26
August 18/09 0.109 60.8 314 34,800 3.50 <20
September 22/09 0.109 58.4 30.9 34,200 3.72 25
November 19/09 0.123 50.1 21.6 34,700 3.50 <20
February 17/10 0.154 43.1 16.9 29,400 3.54 <20
March 17/10 0.200* 40.8 17.9 29,200 3.36 <20
April 13/10 0.200* 41.4 19.7 27,800 3.38 <20
June 2/10 0.138 40.3 22.6 24,500 3.58 <20
July 14/10 0.095 54.3 31.6 31,300 3.48 <20
September 14/10 0.109 57.2 23.4 33,600 3.48 24
November 2/10 0.102 54.0 14.7 34,500 3.38 <20
March 15/11 0.200* 40.0* 20.0* 30,000* 3.40* 20*
June 14/11 0.212 36.8 24.6 25,300 3.58 20
July 19/11 0.088 50.1 35.2 30,500 3.48 <20
August 16/11 0.130 60.4 29.9 33,000 3.39 <20
September 13/11 0.095 58.4 29.5 32,600 3.53 <20
October 18/11 0.095 54.1 20.0 33,200 3.42 <20
Average 0.136 50.6 28.0 30,932 3.47 23

*Estimated value
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Table 5

Red & Bonita Mine (CC-03D)

Date Flow Cd Cu Zinc pH TSS
(cfs) (/L) | (ug/L) | (ug/L) (units) | (mg/L)

May 19/09 0.749 33.3 50.6 15,600 5.86 23*
June 16/09 0.699 34.8 4.5 13,600 6.4 33
July 14/09 0.664 34.9 6.2 15,500 6.5 23
August 18/09 0.676 34.6 6.9 15,800 6.22 25
September 22/09 0.749 35.9 4.1 16,400 6.35 28
November 17/09 0.6* 37.7 8.6 17,400 5.95 23
February 17/10 0.5* 375 47.1 16,000 5.44 22
March 17/10 0.4* 37.6 14.2 16,500 5.76 22
April 13/10 0.403 37.3 18.0 17,500 5.94 28
June 2/10 0.484 40.4 14.3 15,500 5.94 28
July 13/10 0.517 37.1 10.0 14,500 5.89 23
September 14/10 0.541 35.5 17.8 15,300 6.14 25
November 2/10 0.460 38.0 11.3 16,600 6.46 27
March 15/11 0.5* 33.0 16.7 15,500 6.07 33
June 14/11 0.724 31.8 38.2 14,800 6.17 25
July 19/11 0.676 30.0 20.0 14,500 6.28 32
August 16/11 0.700 29.0 20.0 13,400 6.05 <20
September 13/11 0.74 38.5 47.4 13,500 5.96 51
October 18/11 0.709 52.0 32.3 16,200 5.79 51
Average 0.610 36.26 18.8 15,479 6.06 29

*Estimated value
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Table 6

Upper Cement Creek (CC-18)

Date Flow Cd Cu Zinc pI_—| TSS
(cfs) (Mo/L) | (po/b) | (po/L) | (units) | (mg/L)

May 19/09 48.8 5.4 185 1,710 3.86 20
June 16/09 12.3 10.4 341 3,410 3.83 20
July 14/09 5.94 16.0 516 5,610 3.73 20
August 18/09 2.29 30.1 1,400 12,300 3.45 20
September 22/09 3.66 27.2 896 10,800 3.72 54
November 17/09 2.67 26.8 853 12,400 3.62 20
February 17/10 1.77 28.2 750 12,300 3.51 20
March 17/10 1.99 27.8 626 12,400 3.48 28
April 13/10 3.76 20.2 563 8,710 3.68 20
June 2/10 29.4 6.8 231 2,000 3.83 20
July 13/10 3.59 16.5 492 5,890 3.59 20
September 14/10 2.31 26.5 932 11,200 3.58 20
November 2/10 2.42 26.9 686 10,400 3.72 20
March 15/11 1.63 24.7 529 11,300 3.61 27
June 14/11 46.2 5.1 163 1,520 3.72 20
July 19/11 14.3 8.0 245 2,920 3.82 20
August 16/11 3.52 20.6 720 8,360 3.24 20
September 13/11 2.68 25.5 794 9,620 3.49 50
October 18/11 3.59 26.6 639 9,330 3.57 24
Average 10.15 20.0 608 8,009 3.63 24
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Table 7

Lower Cement Creek (CC-48)

Date Flow Cd Cu Zinc pH TSS
(cfs) (/L) | (ug/L) | (ug/L) (units) | (mg/L)

May 20/09 22.7 2.1 56.3 640 5.4 -
June 17/09 58 3.3 94.6 1,130 4.29 <20
July 15/09 28 110.0 115.0 1,600 3.95 <20
August 19/09 18 6.4 224.0 2,580 3.51 <20
September 23/09 18 6.6 19.2 2,690 3.65 <20
November 19/09 15.3 55 159.0 2,890 3.50 20
February 18/10 14* 54.0 122.0 2,570 3.50 35
March 18/10 13.7 5.3 116.0 2,730 3.48 <20
April 14/10 26.4 4.5 107.0 1,770 3.93 <20
June 3/10 137 2.3 78.0 655 5.34 30
July 13/10 21.0 4.8 126.0 1,720 3.57 20
September 15/10 15.0 5.8 166.0 2,480 3.45 <20
November 4/10 15.0 6.8 141.0 2,600 3.51 <20
March 15/11 14.9 5.0 90.0 2,400 3.54 23
June 15/11 216 2.0 55.6 551 5.24 34
July 20/11 65 3.1 82.8 1,100 454 <20
August 17/11 20 5.3 147.0 1,970 3.45 <20
September 14/11 17.0 5.7 156.0 2,160 3.51 <20
October 19/11 18.0 7.1 136.0 2,510 3.24 <20
Average 40.6 135 118.6 2,006 3.84 27

*Estimated value
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Based upon USEPA data from May 2009 through October 2011, the average daily metal loads
from the four individual adits and upper and lower Cement Creek based on average flows and
metal load were calculated and are presented in Table 8. This calculation is not based on daily
flow and load, but it provides a reasonable comparative indication of potential sources and
quantities of the key constituents of concern. It also provides a method to evaluate the impact of
each constituent source on its relative contribution to upper and lower Cement Creek.

Table 8

Analysis of Sampling Results May 2009 - October 2011
(Ib/Day of average flow)

Sample Site Flow Cd Cu Zinc TSS
Average Value MGD Ib/Day Ib/Day Ib/Day Ib/Day
Red & Bonita 0.385 0.121 0.060 49.91 94.25
Gold King Mine 0.269 0.405 14.140 53.31 64.40
Mogul Mine 0.088 0.037 0.020 22.72 16.69
American Tunnel 0.152 0.006 0.017 24.84 39.59
Adit Sources Avg. 0.894 0.570 14.240 150.78 214.93
Cement Ck. Lower (CC-48) 26.17 1.69 25.89 437.87 | 5,893.85
Cement CK. Upper (CC-18) 6.58 1.09 33.38 439.44 | 1,377.40
Adit % Sources to Lower CC 3.43 33.7 55.0 34.4 3.6
Adit % Sources To Upper CC 13.6 55.3 42.6 34.3 15.6

CC - Cement Creek
MGD - million gallons day

Based upon an evaluation of the data presented in Tables 2 to 8, a number of site specific
characteristics were observed. Water quality in Cement Creek and the four specific source

“adits”, have the following general attributes:

American Tunnel drainage has elevated zinc but very low (lowest of the four) copper

and cadmium concentrations and load.
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3.0

Gold King Mine drainage is high in cadmium and zinc, but very noticeably is the largest
source of copper (by orders of magnitude), in comparison to the three other sources. The

Gold King Mine obviously is the main source of copper in Cement Creek.

Mogul Mine drainage has very high zinc concentrations however, because of its low

flow, the zinc load to Cement Creek is comparable to the American Tunnel.

Red & Bonita Mine drainage, while having the lowest zinc concentration of the four
adits, because of its higher flow, it is a significant source of the zinc load in Cement
Creek.

Cement Creek Sites (upper and lower) — The in-stream pH, copper, cadmium, and zinc
concentrations are elevated to a level that would be in excess of the freshwater chronic
standard for cold water fish. However, since Cement Creek is historically not a
sustaining fishery, this criterion is not relevant from a practical point of view. The pH is
depressed significantly throughout the year. As shown in Table 8, for the three
constituents of particular concern in this analysis (zinc, cadmium and copper) a
significant portion of the metal mass loading to both upper and lower Cement Creek
emanates from the Gold King drainage. The zinc contribution from drainage originating
at the Gold King Mine adit (over the period summarized in Table 8) accounts for 12
percent (%) of the loading in both the upper and lower Cement Creek sites. For the
copper loadings, Gold King drainage accounts for essentially all (99.4 %) of the copper
discharged from the four adits combined; and 49 percent of the total load in lower
Cement Creek (CC-48) and 38 percent of the load at upper Cement Creek (CC-18).
There is an indication that the copper loading is being reduced between upper Cement

Creek and lower Cement Creek by loss (precipitation and settling).

BENCH SCALE TREATABILITY TESTING - CEMENT CREEK

A sample for bench scale testing of Cement Creek water was collected at the CC-18 location

near Gladstone below the confluence of the American Tunnel in February of 2012. The sample

was characterized and compared to available recent Cement Creek water quality information in

Table 9. Table 9 also provides the high and low concentrations of several key water quality
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parameters from samples collected from 2009 through 2011 for comparison. The comparison
indicates that the treatability sample is generally representative of current and recent water
quality conditions that exist in upper Cement Creek. The treatability sample metal
concentrations generally fall within the high end of the historic range except for lead and zinc

which were higher than the historic range

Table 9

Comparison of Treatability Sample to Recent Monitoring Data from Upper Cement Creek
(CC-18) for Selected Constituents

February 2012
Constituent Units High*** Low*** Treatability Sample
(at CC-18)
pH S.U. 3.86 3.24 3.07
Aluminum (Al) mg/L 9.64 1.61 8.99
Iron (Fe) mg/L 39.8 470 6.18
Manganese (Mn) mg/L 199.9 1.72 25.4
Cadmium (Cd) ug/L 30.1 5.1 29.8
Copper (Cu) Ho/L 1,400 163 417
Lead (Pb) Hg/L 80.4 9.6 51.1
Zinc (Zn) Ho/L 12,400 1,520 13,300

**%2009-2011 data
The treatability testing evaluated four conventional methods to remove dissolved solids as

chemical precipitated solids. These four chemical/physical treatment methods represent typical
approaches that would be considered for removal of metals from mine drainage. These included:

e Lime - Hydroxide precipitation using lime alum (experiment series 1)

e Ferric Chloride and Lime - Enhanced coagulation following hydroxide precipitation
using ferric chloride (experiment series 2)

e Sulfide and Lime - Metal sulfide precipitation (experiment series 3)

e Oxidation Co-precipitation and Lime - Metal co-precipitation using ferric and manganese

oxidation and pH adjustment (experiment series 4)
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Appendix A provides a separate report detailing the treatability methods, procedure and results.

Table 10 provides a summary of the results of the four selected, conventional treatability
protocols (lime, ferric chloride and lime, sulfide and lime, and oxidation co-precipitation and

lime) as described in more detail in Appendix A.

As can be seen from the results on Table 10, high lime treatment (pH 9 — 10) was the most
effective for removal of constituents of significant interest (Zn, Cu, Cd), as well as most other
divalent and trivalent metals. The only apparent exception was aluminum which is known to be
less soluble at lower pH levels (7 to 8). The other three experimental protocols did not produce
comparable results and did not prove to be of any advantage for providing improved removal

effectiveness.

Table 11 provides a summary of the “best apparent” treatment process using lime at pH 10 (best)
and pH 9 (second best overall). The pH 10 option would generate approximately 26 percent
more solids (dry solids basis) for disposal so the decision on what the final target operating pH
should be becomes more critical. For example, at the current proposed treatment flow for upper
Cement Creek (1,000 gpm), the lime treatment option at pH 10 would generate approximately
2,120 Ibs/day of dry solids. At pH 9, this is reduced to 1,570 lIbs/day of dry solids. On a
dewatered wet solids basis (filtered), the mass increases by approximately seven times. Since
residual/solids management will be a critical element of any treatment alternative, the selection

of the optimal system criteria is important.

Since lime treatment appears to provide the best overall treatment results, the remainder of this

evaluation will be focused on lime treatment alternatives.
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Table 10

Analytical Results of Bench-Scale Experiments

O T T A A S SN - B S B RN = B B B
Analyte S T~ X §2 F-|ILIFL FIL' T  |sE TS| &5 &
EL EI EI EI|EL € EJ ES|EX EX|EZ2 E£3
@ = Qo = Q.= a —_ O === =S =D —_ —_ o =G = .=
[&) | (. B j . b D) A= D) A= D) A E } - ho} |- ho} |- D >
s v D v D o O [ ) @ = = L = [0} @ .= .= o 9 [TIS)
S |SE SE SE BE|SE SE BF 55|85 8E /8¢ 8§
» J Wd W3l dJ| WSl U8 Wwd Wl |dep Wo |WI dd
TDS, mg/L | 1540 | 1540 1540 1530 1550 | 1600 1630 1730 1,890 | 1590 | 1,570 | 1,650 | 1530
SO,, mg/L 1050 | 1,020 1030 1020 1,020 | 1030 1030 = 1020 987 | 1,010 | 1040 | 1,020 | 1,030
Cl, mg/L 0.25 101 074 072 059 | 277 624 112 236 | 998 @ 077 | 797 | 214
F, mg/L 4.27 3.81 4.07 4.10 3.91 3.86 4.83 394 : 356 3.95 4.06 3.50 3.94
Na, mg/L 7.10 691 706 699 696 | 718 724 694 692 | 493 & 491 | 789 | 720
K, mg/L 1.43 173 179 156 = 158 | 216 159 155 155 | 206 | 182 | 226 | 36l
Mg, mg/L 22,0 214 216 214 193 | 217 210 209 211 | 217 213 | 212 208
Ca, mg/L 336 378 300 309 417 | 416 446 462 537 | 362 | 369 | 400 398
Al, mg/L 8.99 ND ND 008 0538 | ND 0098 0121 ND [ 0095 ND | ND 0095
SiO, mg/L | 388 250 202 148 696 | 163 986 566 321 | 244 = 171 | 214 153
Fe, mg/L 6.18 ND  ND ND ND | ND ND ND ND | 0176 ND | ND  ND
Mn, mg/L 254 233 253 164 0258 | 202 126 104 640 | 234 = 154 | 00405 486
As, pg/L ND ND  ND ND ND | ND ND  ND  ND | ND ND | ND ND
Sh, pg/L ND ND  ND ND ND ND ND ND ND | ND ND | ND = ND
Se, pg/L ND ND  ND ND ND | ND ND ND ND | ND ND | ND ND
Sr, mg/L 3.5 353 ~ 354 354 354 | 356 361 347 351 | 350 = 344 | 346 = 350
Ba, ug/L 26.0 309 244 170 158 | 255 192 133 110 | 141 = 209 | 56 136
Be, pg/L 3.79 ND ND ND ND ND ND ND ND ND ND ND ND
Cd, pg/L 298 237 133 21 ND 9.2 24 15 05 ND  ND 0.6 15
Co, pg/L 76.9 704 596 238 12 | 514 217 124 77 | 115 = 163 | 13 201
Cu, pg/L 417.0 53 22 13 1.0 14 13 11 ND 15 18 24 1.2
Pb, pg/L 51.1 ND  ND  ND ND ND ND ND ND | ND ND | ND ND
Ni, pg/L 478 436 379 243 98 | 369 244 203 187 | 252 358 | 134 246
Zn, pg/L 13300 | 6170 = 925 | 386 | 61 | 737 | 171 801 476 | 134 | 413 | 171 | 163

ND = not detected
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Table 11

Best Apparent Treatment Results

Lime Precipitation at pH 9 and pH 10

(Based on Source Water Quality)

Analyte Source Treated @ | % Removal | Treated @ | % Removal
Water pH 10 @ pH 10 pH 9 @pH9
TDS, mg/L 1,540 1,550 -1 1,530 2
SO4, mg/L 1,050 1,020 3 1,020 3
Cl, mg/L 0.25 0.59 -200 0.72* -30
F, mg/L 4.27 3.91 8 4.10
Na, mg/L 7.10 6.96 3 6.99
K, mg/L 1.43 1.58 2 1.56
Mg, mg/L 22.0 19.3 12 21.4
Ca, mg/L 336 417 -24 399 -1
Al, mg/L 8.99 0.538 94 0.086 99
SiO,, mg/L 38.8 6.96 82 14.8 62
Fe, mg/L 6.18 ND 100 ND 100
Mn, mg/L 25.4 0.258 99 16.4 35
As, pg/L ND ND ND ND ND
Sbh, pg/L ND ND ND ND ND
Se, ug/L ND ND ND ND ND
Sr, mg/L 3.59 3.54 2 3.54 2
Ba, pg/L 26.0 15.8 39 17.9 31
Be, po/L 3.79 ND 100 ND 100
Cd, pg/L 29.8 ND 100 2.1 94
Co, pg/L 769 1.2 99 23.8 97
Cu, pg/L 417 1.0 99 1.3 98
Pb, pg/L 81.1 ND 100 ND 100
Ni, po/L 47.8 9.8 80 24.3 49
Zn, ug/L 13,300 6.1 99.9 38.6 99

Increase from source reported as —
*Dilution error due to low chlorides
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40 FEASIBLE AVAILABLE TREATMENT ALTERNATIVES

Evaluation of the constituents of concern in Cement Creek was limited to the parameters
discussed earlier: zinc, copper, cadmium, pH, and total suspended solids (TSS). Discounting the
peak flow (maximum measured month discharge) over the May — July period, the seasonal
average flow at CC-18 (discharge of upper Cement Creek) is approximately 3.1 cfs (1,389 gpm).
The average annual flow from the three adits (seasonal flows are relatively constant) that could
be collected and conveyed (piped) for treatment (excepting the Mogul Mine) is approximately
0.814 cfs (365 gpm). The maximum month (maximum combined measured) flow for the three
adits (June 2009) is approximately 1.5 cfs (676 gpm).

A treatment flow of at least 1,000 gpm would provide for the combined average maximum
(discounting a peak event) flow from the three adits as well as a significant (but varying) portion
of the upper Cement Creek flow that could be diverted for treatment. Providing a system to treat
the potential historic measured peak flow (49+ cfs) of upper Cement Creek does not appear to be
warranted due to the brief duration of those events and the very significant dilution associated

with the peak runoff event. As presented in Logsdon’s work (Mass Loading Analysis of the

upper Animas River at Water Quality Station A-72, 2012), the percentage of loading at A-72

attributable to the Cement Creek drainage during peak flow events is dramatically lower than

during low and median flow conditions,

The flow source options considered for treatment were segregated into two separate components
for study: 1) the in-stream flow (total or partial) of upper Cement Creek diverted below the
American Tunnel drainage discharge similar to the previous operation of the SGC water
treatment facility for upper Cement Creek; and 2) the combined flow of the Red & Bonita adit,

Gold King Mine adit, and American Tunnel drainage.

The following treatment process alternatives are both technically feasible and reasonable for
improving water quality in the Cement Creek drainage by treating either the three identified

adit/tunnel drainage sources or the partial (seasonally) instream flow of upper Cement Creek.
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Process
Alternative Unit Treatment Processes Considered

1. pH adjustment using lime in a mechanical mixing/clarifier unit (solids contact
clarification) in order to precipitate and remove metal hydroxide solids (settling) from
the three adit drainage sources (1,000 gpm design capacity)

2. Pond settling following pH adjustment with lime and settling aides for the three adit
drainage sources (1,000 gpm design capacity) in lined basins

3. pH adjustment using lime in a mechanical mixing/clarifier unit (solids contact
clarification) in order to precipitate and remove metal hydroxide solids (settling) for
up to 2,000 gpm of upper Cement Creek flow

4, Pond settling following pH adjustment with lime in lined settling ponds for up to
2,000 gpm of upper Cement Creek

5. Media filtration (following the lime chemical treatment process in Alternative 1) to

improve solids removal and handling for the three adit drainage sources

4.1 Process Evaluation

As discussed earlier, the bench scale evaluation and empirical testing of the upper Cement Creek
water demonstrated that lime treatment at or around pH 10 was very effective (90 — 99 %, ion
dependent) for the removal of the constituents of concern. Precipitated solids removal would
require settling and/or filtration. The high pH final effluent could be adjusted using acid to an
environmentally acceptable level of 6.5 to 7.5; however, given the very acidic nature of upper
Cement Creek, direct discharge of high pH water may be advantageous and probably would be
of little environmental consequence in the stream area below Gladstone. The reported change in
pH at CC-48 during the operation of the earlier SGC water treatment facility, with an effluent
discharge of approximately pH 9+, was less than one pH unit. This is due to the natural low pH

(high acidity) in Cement Creek and the relatively low buffer capacity of the treated water.

The precipitated metal solids (hydroxides) will require removal prior to discharge of the
chemically treated effluent. The pH of Cement Creek is so low that hydroxide solids would be

expected to partially or fully re-solubilize if discharged directly into the lower Cement Creek

@ MWH July 16, 2012 Evaluation of Treatment Methodologies for Cement Creek / Page 24





(below Gladstone). Effective solids capture and isolation is key to successful total metal

removal.

Options considered for solids removal and containment include two types of settling: 1) a high
efficiency mechanical treatment process including solids recirculation (solids contact
clarification) and controlled solids management; and 2) pond settling following lime addition,
similar to what was used at the earlier treatment facility. Settling often can be enhanced by the
addition of settling aids (polymers that can destabilize charged particles and encourage
flocculation and more rapid settling) as was the practice at the earlier Cement Creek treatment
plant. Solids in mechanical treatment systems are removed continuously and must be stored for
further handling, dewatering and disposal. Pond settled solids will need to be removed
periodically by decanting the pond and pumping or vacuuming the settled wet solids. A
mechanical treatment plant with constant solids handling, storage and removal will be more
effective, easier to operate and require less land area than a system using settling ponds. Both of

these alternatives are considered in this evaluation.

Another alternative for solids removal following chemical precipitation is direct media filtration.
The combined high average flow (spring runoff) for the three adits is relatively low (design
1,000 gpm) and direct filtration may provide a reasonable solids separation alternative. Filtered
solids that accumulate on the media would be collected by backwashing the filter units when
they are loaded. The backwash flow would be collected in a pond or tank and the solids would
be allowed to separate. Clarified filter backwash water would be discharged. Solids would need
to be removed periodically for disposal. Treating the entire flow of upper Cement Creek
(CC-18) using this approach would not be economical due to the higher seasonal flow (2,000

gpm average) that was used for this evaluation.

The use of other solids removal methods (microfiltration, centrifuges, etc.) was not considered to

be necessary or desirable for this application given the bench scale testing results.
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4.2  Treatment Alternatives and Combined Treatment Trains
Of the unit process methodologies for upper Cement Creek drainage treatment systems that were
considered, the following were consolidated to provide complete treatment trains that would best

improve downstream water quality and provide effective operation.

Alternative 1 - Three Adits with Mechanical Treatment

Collection of the flow from the American Tunnel, Gold King and Red & Bonita
drainages plus some flow from Cement Creek into a single influent source that would be
treated in a mechanical water treatment plant. For planning purposes, the system was
sized for a flow of 1,000 gpm to represent a maximum average high monthly flow from

the drainage sites and some Cement Creek drainage treatment during lower flow periods.

The treatment process would include pH adjustment with lime in a rapid mix unit and
settling of the precipitated solids in a mechanical clarifier using settling aides to improve
removal. Part of the settled solids would be recirculated and added back to the rapid mix
section along with make-up lime slurry (slaked lime) where a polymer settling aid would
be added. The excess solids would be pump discharged to a solids settling/holding pond

or tank and the clarified solution would be directed back to Cement Creek.

Solids would be allowed to consolidate by gravity settling in a pond or tank and would
need to be disposed of periodically. Disposal as a wet solid would be possible if a
disposal site suitable for un-dewatered lime solids is available, or they could be
dewatered further to 35 - 45 percent solids for disposal at an acceptable land fill or other
disposal site. For this evaluation, it was assumed that solids would be dewatered using a
belt or filter press to 40+ percent solids and disposal would occur at a landfill within 100

miles of Silverton.
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Alternative 2 - Three Adits with Settling Ponds

Alternative 2 would be similar to Alternative 1 but the treatment provided would be less
mechanical. The collected flow from the three target drainages and some flow from
Cement Creek would be directed to a rapid mix structure where lime would be added to
achieve the best target pH (10+). The mixed pH adjusted flow would be directed to a
series of four lined settling ponds (two trains of two ponds in series). A settling aid
would be mixed with the flocculated flow prior to introduction in the settling ponds. The
first pond (primary) in each train would allow for primary settling and solids removal.
The second pond (secondary) would allow for final polishing by settling of flow prior to
discharge. When the active primary pond requires solids removal cleaning, the flow is
switched and the secondary pond becomes the lead primary pond. The initial active
primary pond will then have the settled solids removed and be placed back in service as
the secondary pond. The primary and secondary settling ponds would be rotated between

cleaning cycles. Each pond would be provided with a discharge to Cement Creek.

Settled solids would be removed from the ponds by pumping. Disposal could be at an
approved land fill, old mine workings or other locations depending on the solids content
of the sludge. For this evaluation, it was assumed that solids disposal would occur at a

site within 50 miles of Silverton.

Alternative 3 - Cement Creek Up to 2,000 gpm with Mechanical Treatment

This alternative is identical to Alternative 1 except that the system would be sized to
provide for a mechanically treated flow of 2,000 gpm. This approach would allow for a
significant portion of the Cement Creek flow to be included during most periods of the
year along with the adit flow that reports to upper Cement Creek.
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Alternative 4 - Cement Creek Up to 2,000 gpm with Settling Ponds

Alternative 4 would be similar to Alternative 2; however, the treatment system would
mirror the previous SGC water treatment plant in that it would be designed to process up
to 2,000 gpm of flow from upper Cement Creek. This would require some peak flow to
bypass treatment during the peak spring runoff period. During this period, natural
dilution (runoff) is significant and the upper Cement Creek water quality is not impacted
to the degree that it is during low and median flows. It was estimated that the 2,000 gpm
capacity would treat the entire flow of upper Cement Creek approximately 80 percent of
the time (based on monthly measurement). This alternative would require a diversion
weir structure to be installed in upper Cement Creek to collect and direct the creek flow

to the treatment works.

The lime treated flow would have a settling aid addition and be directed to a two-stage
settling pond arrangement similar to what was described for Alternative 2. The size
required for the ponds (and number of passes) would be designed as a function of the
flow to allow for proper settling and solids storage. As in Alternative 2, the primary and
secondary ponds in each of the series would be alternated to facilitate periodic solid
removal. Effluent would discharge to Cement Creek and solids would be disposed of as

described previously.

Alternative 5 - Three Adits with Direct Filtration

For Alternative 5, the flow collected from the three target adits would be chemically
treated using lime with rapid mixing and flocculation. This system was sized for a flow
of 1,000 gpm which is more than adequate to handle the maximum average high monthly
flow from the drainage sites. The resulting solids would be removed through direct
pressure media filtration. Filtered solids that accumulate on the media would be collected
by backwashing the filter units when they are loaded. The backwash flow would be
collected in a pond or tank and the solids would be allowed to separate. Clarified filter

backwash water would be discharged. Solids would need to be removed periodically for
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disposal. Alternatively, the solids could be clarifier settled and the clarifier effluent
filtered to maintain longer filter runs. In both cases, it was assumed that the solids would

be hauled to a suitable disposal facility within 100 miles of Silverton.

5.0 ALTERNATIVE SCREENING AND EVALUATION

The criteria used for the identification and comparison of treatment alternatives were:

Ability to remove the metals of concern (treatability).

Process reliability (reliability)

Commercially implementable technology (practicality)

Reasonable operability and maintenance requirements under site conditions (operability)
Ability to handle variable flow conditions (flexibility)

Waste disposal management requirement (residual disposal)

N o g s~ w D oe

Infrastructure requirements (infrastructure) for successful operation
- Power
- Access
- Land/land ownership
- Resource use
8. Environmental compatibility (environmental)
9. Process CAPEX and OPEX requirements (cost)

Table 12 provides a subjective assessment and rating of the five alternatives based upon eight of
the evaluation criteria. Cost (Capital and O&M) was considered separately in Section 6 and
Section 7. A numerical rating of 1 - 5 was used to rank the alternatives using the eight non-
financial criteria. Each of the evaluation criteria were assumed to have equal weighting.

Alternatives 1 and 3 would appear to provide the best systems for meeting the criteria proposed.
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Table 12

Non-Financial Screening of Alternatives

Screening Criteria

Alternatives

Treatability
Reliability
Practicality
Operability
Flexibility
Removal/Disposal
Infrastructure
Environmental
Total Score

Alternative 1

Adit collection and partial Cement
Creek flow treatment with
mechanical solids settling and
“dry” sludge disposal (1,000 gpm
capacity).

Alternative 2

Adit collection and partial Cement
Creek flow treatment with pond 5 3 4 3 5 4 3 3 30
settling of solids and “wet” sludge
disposal (1,000 gpm capacity).
Alternative 3

Cement Creek flow treatment, up to
2,000 gpm, with mechanical solids
settling and “dry” sludge disposal.
Alternative 4

Cement Creek flow treatment, up to
2,000 gpm, with pond settling of
solids and “wet” sludge disposal.
Alternative 5

Adit collection and treatment with
direct filtration of solids and “dry” 3 3 4 3 4 | 4 4 4 29
sludge disposal (1,000 gpm

capacity)
Screening Criteria Rating
Best Meets Results.........cc.cccccueneen. 5
Meets ReSUltS ........ccovvvieneciiennn, 4
Partially Meets results................... 3
Does Not Meet Results.................. 2
Negative Impacts..........ccoceeevvvrnnne. 1
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6.0 CAPITAL COST ASSESSMENT

The capital cost opinion (CAPEX) for the alternatives considered to be practical and reasonable
are presented in Tables 13 through 17. These should be considered as preliminary capital cost
estimates presented for comparative planning purposes. While the information is intended to
provide a reasonably accurate comparative opinion of cost between the alternatives for planning
purposes, the absolute accuracy is typical of scoping level work. No actual site specific
information for any of the three sites was undertaken as part of this study. The flow collection,
pipeline and conveyance facilities for the adit flows from Red & Bonita, Gold King and the
American Tunnel is based on available mapping using gravity flow C900 PVC pipe or better
pipe that would be designed to be free draining, not subject to inlet freezing and would maintain
sufficient pipe velocity. Five feet of pipe burial (actual conditions unavailable) was assumed in
order to operate through the winter. Collection of the adit discharge was assumed to use a buried
concrete spring box protected from freezing. The practicality of the concept proposed requires
additional study. The 1,000 gpm flow for Alternative 1 allows treatment of the maximum
sustained average flow for the combined adit sources (three sources considered) plus additional

capacity to treat a portion of upper Cement Creek flow.

Pond treatment of upper Cement Creek was limited to a 2,000 gpm system. The treatment

alternatives for which capital cost information were developed follows:

Alternative Description

1 Collection and mechanical chemical treatment of the flow from the three target adits
plus additional flow from upper Cement Creek sized at 1,000 gpm.

2 Collection and chemical treatment and pond settling of the flow from the three target
adit plus additional flow from upper Cement Creek sized at 1,000 gpm.

3 Chemical and mechanical treatment of upper Cement Creek flow sized at 2,000 gpm.
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Alternative Description

4 Chemical treatment and pond settling and solids storage and wet solids disposal
locally of the partial flow of upper Cement Creek flow sized at 2,000 gpm.

5 Collection and mechanical chemical treatment and settling of solids from the flow
from the three target adits followed by direct filtration sized at 1,000 gpm.

The capital cost estimates are very dependent on the design flow assumed. Those flows were
based on the information available and need to be reviewed prior to initiating design work. The
capital costs for the mechanical treatment alternatives include solids dewatering equipment
necessary to increase the solids density beyond what can be achieved through gravity settling.
Pond treatment alternatives assume local disposal of wet solids and do not include the same
solids dewatering equipment.
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Table 13

Conceptual Capital Cost Opinion - Alternative 1

Collected Flow from American Tunnel, Gold King and Red & Bonita and Some Partial
Flow from Cement Creek

Process: Chemical Treatment using a Mechanical System

(1,000 gpm design flow)

. Unit
Component Units Cost($) Cost $ Comments
1. Adit Bulkhead & Collection 3 $250,000 $750,000 | Concrete
2. Collection Piping 6,300 ft $45 $284,000 | 12" @
3. Civil/ Site Work 100,000 ft? $1.25 $125,000
4. Cement Creek Diversion & Piping (incl.) 60 cy $5,000 $300,000 | Cement Weir
5. Equalization Tank & Pumping LS $30,000 $30,000 | Lined Steel
- — - -~
6. Sol_ld Conta§t Clarifier (complete) with 1 Unit $1,110,000 | $1,110,000 D_en_saDeg or
solids handling Similar
7. Dry Chemical Storage Feed 1 $110,000 $110,000 | Silo/pneumatic
8. Lime Slaking & Feed 1 $200,000 | $200,000 | Max 6,000
Ib/day
9. Solids Holding Tank 1 30,000 $30,000 | Poly
10. Yard Piping LS $75,000 $75,000
- 2 Insulated Pre-
11. Process Building (complete) 2,200 ft $110 $242,000 engineered
12. Miscellaneous. Mechanical LS $100,000 $100,000
13. Civil / Site Work 150,000 ft? $1.25 $188,000
14. Instrumentation & Control LS $75,000 $75,000
15. Electrical LS $700,000 $700,000
16. Miscellaneous LS $100,000 $100,000
17. Solids Handling and Belt Press
Dewatering (complete) 1 $80,000 $80,000
Subtotal $4,499,000
Contractor Profit, Overhead, Mobilization,
Insurance, etc. (25%) $1,125,000
Design Engineering, Admin, Permitting,
TOTAL COST $6,524,000

Notes Common for All Alternatives:
1. No contingency included
2. No land or ROW costs included
3. No primary electrical cost included
4,  All costs installed
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Table 14

Conceptual Capital Cost Opinion - Alternative 2
Collected Flow from American Tunnel, Gold King and Red & Bonita and Some Partial
Flow from Cement Creek

Process: Chemical Treatment with Lime, 4 Settling Ponds, and Solids Storage
(1,000 gpm design flow)

Component Units CL;;'(;) Cost $ Comments
1. Adit Bulkhead & Collection 3 $250,000 $750,000 | Concrete
2. Collection Piping 6,300 ft $45 $284,000 | 127 @
3. Civil/ Site Work 100,000 ft $1.25 $125,000
4 gﬁ)?neg“t(iﬁ(';fgk Diversion & 60 cy $5000 | $300,000 | Cement Weir
5 e Sl B

4 ponds, 45
6. Lined Pond 30,000 f* |  $5.25 $158,000 n"r::arsg‘%'re
retention
7. Dry Chemical Storage Feed 1 $160,000 $160,000 | Silo/pneumatic
8. Lime Slaking & Feed 1 $260,000 | $260,000 :m;;o,ooo
9. Sludge Pump 1 $45,000 $45,000
10. Process Building (complete) 1,500 ft? $110 $165,000
11. Miscellaneous. Mechanical LS $100,000 $100,000 g%%f:?egre_
12. Yard Piping LS $100,000 $100,000
13. Civil / Site Work 150,000 ft? $1.25 $188,000
14. Electrical LS $350,000 $350,000
15. Instrumentation & Control LS $30,000 $50,000
16. New Solids Disposal Area 1 $1,000,000 | $1,000,000
Subtotal $4,110,000

Mobilizaton, Insurance, tc. (25%) $1,028,000
D e
TOTAL COST $5,960,000

*Assumes wet solids disposal
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Table 15

Conceptual Capital Cost Opinion - Alternative 3
Upper Cement Creek Partial Annual Flow
Process: Chemical Treatment using a Mechanical System

(2,000 gpm design flow)

. Unit
Component Units Cost($) Cost $ Comments
1. Civil/Site work 100,000 ft> $1.25 $125,000
2. Cement Creek Diversion & 60 cy $5,000 $300,000 | Cement Weir
Piping (incl)

3. Equalization Tank & Pumping LS $50,000 $50,000 | Lined Steel
4. Solid Contact Clarifier (complete) DensaDeg™
with solids handling 1 $1,810,000 | $1,810,000 or Similar
5. Dry Chemical Storage Feed 1 $180,000 $180,000 | Silo/pneumatic

6. Lime Slaking & Feed 1 $200,000 $200,000 Max 6,000
Ib/day
7. Solids Holding Tank 1 50,000 $50,000 | Poly
8. Yard Piping LS $75,000 $75,000
- 9 Insulated Pre-

9. Process Building (complete) 2,500 ft $110 $275,000 engineered
10. Miscellaneous. Mechanical LS $130,000 $130,000
11. Civil / Site Work 150,000 ft2 $1.25 $188,000
12. Instrumentation & Control LS $75,000 $75,000
13. Electrical LS $750,000 $750,000
14. Miscellaneous LS $100,000 $100,000
15. Solids Handling and Belt Press

Dewatering (complete) 1 $110,000 $110,000

Subtotal $4,418,000

Contractor Profit, Overhead,
Mobilization, Insurance, etc. (25%) $1,105,000
Design Engineering, Admin,
Permitting, Legal (20%) $884,000
TOTAL COST $6,407,000
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Table 16

Conceptual Capital Cost Opinion - Alternative 4

Upper Cement Creek Partial Annual Flow
Process: Chemical Treatment with Lime, 4 Settling Ponds, and Solids Storage
(2,000 gpm design flow)

. Unit
Component Units Cost($) Cost $ Comments
1. Civil Site Work 6,300 ft* $45 $284,000 | 12”7 @
2. Cement Creek Diversion & 60 cy $5000 | $300,000 | Cement Weir
Piping (incl)
3. Influent Equalization and 30 Mins Poly
Chemical Mix Tank 1 $75,000 $75,000 Retention
4 ponds, 45
4. Lined Pond 45,000 f2 | $5.25 $236,000 | M1 single
liner, 8 hr
retention
5. Dry Chemical Storage Feed 1 $160,000 $160,000 | Silo/pneumatic
6. Lime Slaking & Feed 1 $260,000 | $260,000 | M&x 10,000
Ib/day
7. Sludge Pump 1 $45,000 $45,000
Process Building (complete) 1,500 ft? $110 $165,000
9. Miscellaneous. Mechanical LS $100,000 $100,000 Insqlated Pre-
engineered
10. Yard Piping LS $150,000 $150,000
11. Civil / Site Work 150,000 ft? $1.25 $188,000
12. Electrical LS $350,000 $350,000
13. Instrumentation & Control LS $30,000 $30,000
14. New Solids Disposal Area 1 $1,500,000 | $1,500,000
Subtotal $3,843,000
Contractor Profit, Overhead,
Mobilization, Insurance, etc. (25%) $961,000
Design Engineering, Admin,
Permitting, Legal (20%) $769,000
TOTAL COST $5,573,000

*Assumes wet solids disposal
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Table 17

Conceptual Capital Cost Opinion - Alternative 5
Collected Flow from Gold King, Red & Bonita and American Tunnel

Process: Chemical Treatment followed by Direct Filtration

(1,000 gpm design flow)

Component Units Cl:;'(;) Cost $ Comments
1. Adit Bulkhead & Collection 3 $250,000 | $750,000 | Concrete
2. Collection Piping 6,300 ft $45 $284,000
30 mins retention,
3. Equalization Tank & Pumping 1 $75,000 $75,000 | Poly Tank
w/mixer
4. Dry Chemical Storage Feed 1 $160,000 | $160,000
5. Lime Slaking & Feed 1 $260,000 | $260,000
6. Pumps to Filters (duplex) 1 $60,000 $60,000 | Duplex
7. Pressure Filters 2 $45,000 $90,000 | FRP Pressure
8. Backwash Pumping 1 $60,000 $60,000 | Duplex
Q. Bac_kwash Recovery Pond & 1,200 ft2 $5.50 $7.000 2 ponds with
Solids Storage pump structure
10. Solids Pumping 1 $45,000 $45,000
11. Process Building 2,000 110 | $220,000 | Msulated, Pre-
engineered
12. Miscellaneous Mechanical LS $100,000 | $100,000
13. Yard Piping LS $100,000 | $100,000
14. Civil / Site Work 150,000 ft* 1.25 $188,000
15. Electrical LS $600,000 | $600,000
16. Instrumentation & Control LS $50,000 $50,000
17. Solids Handling and Belt press
Dewatering (cogmplete) P 2 $40,000 $80,000
Subtotal $3,129,000
Contractor Profit, Overhead,
Mobilization, Insurance, etc. (25%) $782,000
Design Engineering, Admin,
Permgitting:CJ Legal (%O%) $626,000
TOTAL COST $4,537,000

Note:
operational risk.

Alternative 5 assumed direct filtration without settling which will require additional study to determine treatability
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Ranking of the concept capital cost are as follows:

Alternative 1..........c.......... $6,524,000 (Mechanical — 1,000 gpm)
Alternative 2..........cc.c....... $5,960,000 (Pond - 1,000 gpm)
Alternative 3..........c.......... $6,407,000 (Mechanical — 2,000 gpm)
Alternative 4.................... $5,573,000 (Pond - 2,000 gpm)
Alternative 5.........cccoevee. $4,537,000 (Filter — 1,000 gpm)

7.0 OPERATIONS AND MAINTENANCE

The operational and maintenance (O&M) cost opinion for the alternatives include the following

components:

e Chemical (lime and polymer) use

e Electrical power

e Labor and training

e Sludge/solid disposal

e Replacement cost for material and equipment (parts and supplies)

e Laboratory and consultant cost
These O&M costs are intended to be estimates. For this evaluation, the cost of lime was
assumed at $190 ton delivered. On line electrical power (utility) was assumed to be in the $0.15
kWh range. Labor cost (each full-time employee) was estimated at $45,000 plus 32 percent for
benefits ($59,000) for the operator(s) of the treatment facility. It was assumed that six full-time
employees (two per shift) would be required for year-round operation based on discussion with

the operator of the previous WTP.

Dewatered lime sludge disposal at a controlled, but nonhazardous disposal site, was assumed at
$10 per dewatered cubic foot based on similar projects. Contract hauling costs to a solids
disposal site within a 200 mile round-trip were estimated at $1,000 per trip for dewatered solids.
This would require that the solids be dewatered to 30 — 40 percent solids to satisfy the

requirements of most commercial disposal sites. These operating cost assumptions were applied
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to Alternatives 1, 3, and 5. As noted previously, the capital cost estimates for these alternatives

include the additional dewatering equipment necessary to achieve these requirements.

Pond settled solids would be removed from the ponds and hauled as wet solids (10 %-+/- solids)
and would be truck hauled for disposal at a new, controlled disposal site assumed to be located
within 50 miles of the WTP facilities. Removal and hauling cost were estimated at $0.09 per
gallon based on similar operating facilities. These operating cost assumptions were applied to
Alternatives 2 and 4. These alternatives include a capital expenditure for developing the new

disposal site in lieu of the additional dewatering equipment.

Table 18 provides the opinion of annual operating cost for the five complete alternatives
assuming average day annual flows from the available database used in this evaluation (2009 -
2011).
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Table 18

Conceptual Opinion of O&M Cost
Annual Cost per Alternative

Chemicals

*kk*k

Electrical*
Power/Fuel

Labor &
Training

Sludge**
Disposal

Equip.
Replace-
ment

Lab &
Consult

Total $

Alternative 1

Adit collection and
partial Cement Creek
flow treatment with
mechanical solids
settling and “dry”
sludge disposal (1,000
gpm capacity).

$230,000

$70,000

$380,000

$150,000

$60,000

$20,000

$910,000

Alternative 2

Adit collection and
partial Cement Creek
flow treatment with
pond settling of solids
and “wet” sludge
disposal (1,000 gpm
capacity).

$230,000

$35,000

$380,000

$181,000

$30,000

$20,000

$876,000

Alternative 3

Cement Creek flow
treatment, up to 2,000
gpm, with mechanical
solids settling and
“dry” sludge disposal.

$560,000

$100,000

$380,000

$280,000

$100,000

$20,000

$1,440,000

Alternative 4

Cement Creek flow
treatment, up to 2,000
gpm, with pond
settling of solids and
“wet” sludge disposal

$560,000

$60,000

$380,000

$352,000

$50,000

$20,000

$1,422,000

Alternative 5

Adit collection and
treatment with direct
filtration of solids and
“dry” sludge disposal
(1,000 gpm capacity)

$230,000

$70,000

$380,000

$150,000

$80,000

$20,000

$930,000

*  Onsite power at $0.40 kwWh. Line power at $0.15 kWh
**  Assumes land fill disposal (tipping fee@ $10.00/cf (2012); assumes 15 % wet settled solids from pH 9.5 and

$0.09/gallon haulage cost with 2 hour round trip haul at today’s fuel prices.
*** No estimate of the actual period of operation in years
**** nH/lime titration information provided in Appendix D, 375 mg/l Ca(OH), for pH 10
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8.0 COMPARISON OF ALTERNATIVES

Based upon non-financial screening criteria, alternatives 1 and 3 are superior to the others (see
Table 12). Of these two, alternative 1, due to its lower annual operating costs, is financially

superior.

While alternative 5 (chemical treatment and direct filtration) is a practical solution that has been
used at other mining sites (i.e., Greens Creek, AK) and is very common in municipal water
treatment, there is not enough seasonal solids loading data and other site specific information to
recommend it without more study. Alternatives 2 and 4 (pond settling of the chemically treated
target drainages) require that an acceptable disposal site for wet solids is locally available and

that haulage can be done for $0.09/gallon.

9.0 CONCEPT DESIGN CRITERIA

The following presents the concept preliminary design criteria for the two alternatives considered

for further discussion (Alternative 1 and 3).

Figures 2 and 3 provide schematic flow diagrams for alternatives 1 and 3 respectively. Table 19

and 20 provide the general conceptual design criteria for alternatives 1 and 3.

Table 19

Conceptual and Preliminary Design Criteria for Treatment Facilities
Alternative 1

Component Units Value
Influent Flow
Maximum gpm 1,000
Average gpm 600+
Influent Head Tank (peak day)
Capacity/Volume gal 15,000
Type Poly
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Component Units Value
Influent Pumping (peak day)

Peak Capacity gpm 1,000

Number No. 2

Capacity (each) gpm 1,000

Size HP 15
Solids Contact Clarifier (peak day)

Chemical Feed

Lime Pump No. 2 (1 standby)
Poly Pump No. 2 (1 standby)

Static Mixer No. 1

Reactor Vessel

Number No. 1

Diameter ft 16

SWD ft 16

Hydraulic Loading (design) gpm/ft? 10

Detention Time (minimum) min 12
Thickener Clarifier

Number No. 1

Diameter ft 18

SWD ft 16

Settling Tube Loading gpm/ft? 8
Recycle Pumping

Number No. 2 (1 standby)

Capacity, each gpm 100

% max. Influent Flow % 5
Solids Tank

Number No. 1 (lined)

Size (each) Gal 5,000
Belt Press Dewatering

Number No.

Size (width) ft

Solids Target Density % 40
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Table 20

Conceptual and Preliminary Design Criteria for Treatment Facility
Alternative 3

Component Units Value
Influent Flow
Maximum gpm 2,000
Average gpm 1500+
Influent Head Tank (peak day)
Capacity/Volume gal 25,000
Type Poly
Influent Pumping (peak day)
Peak Capacity gpm 2,000
Number No. 3
Capacity (each) gpm 1,000
Size HP 15

Solids Contact Clarifier (peak day)
Chemical Feed

Lime Pump No. 2 (1 standby)

Poly Pump No. 2 (1 standby)
Static Mixer No. 1
Reactor Vessel
Number No. 1
Diameter ft 24
SWD ft 16
Hydraulic Loading (design) gpm/ft? 5
Detention Time (minimum) min 24

Thickener Clarifier

Number No. 1
Diameter ft 30
SWD ft 16
Settling Tube Loading gpm/ft? 8

@ MWH July 16, 2012 Evaluation of Treatment Methodologies for Cement Creek / Page 43






Component Units Value
Recycle Pumping

Number No. 2 (1 standby)

Capacity, each gpm 100

% max. Influent Flow % 5
Solids Tank

Number No. 1 (lined)

Size (each) Gal 10,000
Belt Press Dewatering

Number No.

Size (width) ft

Solids Target Density % 40
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BUILDING A BETTER WORLD

Nathan Longenecker, Kevin Roach,

TO: Larry Perino, Dean Williams DATE:  March 26, 2012

FROM: Phil Johnson, Ed Cryer CC:

suBJECT: UPper Cement Creek Source Water REF:  1012735.010101
Treatability Report

Introduction

This technical memorandum provides the results of a bench-scale treatability study conducted on source
water obtained from upper Cement Creek. The source water used in this study was collected from Cement
Creek in February 2012 at monitoring station CC18 near Gladstone, downstream of the American Tunnel.
Water from Cement Creek has characteristics indicative of acid rock drainage, including acidic pH and
elevated levels of total dissolved solids (TDS), sulfate (SO4), aluminum (Al), iron (Fe), and manganese
(Mn). The source water also has significant levels of several dissolved constituents of concern (COCs)
which include cadmium (Cd), copper (Cu), lead (Pb), and zinc (Zn).

Table 1 contains a summary of available recent (2009-2011) historic analytical results for selected
constituents measured on unfiltered water from Cement Creek at CC18.

Table 1: Historic Concentration of Selected Constituents in Cement Creek Source Water (CC18)

Mean +

Constituent Units 1 Std. Dev. High Low
pH S.u. 3.63+0.16 3.86 3.24
Total Dissolved Solids (TDS) | mg/L 670 £ 251 1,100 136
Sulfate (SOx) mg/L 488 + 203 963 79
Calcium (Ca) mg/L 125+ 53 220 12
Magnesium (Mg) mg/L 79428 124 18
Sodium (Na) mg/L 35+13 5.8 05
Potassium (K) mg/L 1.7+0.6 4.0 05
Aluminum (Al) mglL  6.24+2.79 9.64 1.61
Iron (Fe) mglL  249+13.9 39.8 4.7
Manganese (Mn) mg/l  23.7+434 199.9 1.72
Cadmium (Cd) ug/L 200+8.8 30.1 5.1
Copper (Cu) Hg/L 608 + 308 1,400 163
Lead (Ph) MgL 217159 80.4 9.6
Zinc (Zn) MO/L  8,009+4,014 12,400 1,520
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Objectives of Study

The purpose of this study is to examine various chemical process options available for treatment of source
water from Cement Creek. In order of importance, the following are the treatment objectives examined in
this study:

1. Reduce the concentration of dissolved COCs which include Cd, Cu, Pb, and Zn.
2. Reduce the acidity of the source water by raising pH to circumneutral levels.

3. Reduce the concentration of cementitious, precipitate-forming metals in solution which include Al
Fe, and Mn.

Chemical Treatment Options

In this study, a variety of chemical treatment processes are examined based on their likelihood of satisfying
one or more of the stated treatment objectives. Following is a list of the chemical treatment processes that
were tested in this study on source water from Cement Creek:

1. Metal hydroxide precipitation. Addition of hydrated lime (Ca(OH),) to raise solution pH and
induce precipitation of various dissolved metals (Al, Fe, Mn, Cd, Cu, Pb, Zn) as insoluble metal
hydroxides (i.e., Me(OH)x).

2. Enhanced coagulation. Addition of ferric chloride (FeCls) coagulant to form the mineral
ferrinydrite (Fe(OH)s) as precipitate, and induce co-precipitation of various dissolved metals (Al, Fe,
Mn, Cd, Cu, Pb, Zn).

3. Metal sulfide precipitation. Addition of sodium bisulfide (NaHS), a soluble sulfide salt to induce
precipitation of several dissolved base metals (Cd, Cu, Fe, Pb, Zn) as insoluble metal sulfide
minerals (i.e., MexSy).

4. Metal co-precipitation via chemical oxidation of reduced metal cations. Addition of an oxidant
such as sodium hypochlorite (NaOCI) or hydrogen peroxide (H20.) to oxidize ferrous iron (Fe?*)
and manganous manganese (Mnz*) to their insoluble oxidized states to form the minerals
ferrinydrite (Fe(OH)s3) and pyrolusite (MnO.) as precipitates, and induce co-precipitation of various
dissolved metals (Al, Fe, Mn, Cd, Cu, Pb, Zn).

Bench Testing Protocol

The bench-scale treatability study was conducted by MWH staff in the MWH Boise office. Experiments
were performed using standard laboratory apparatus, glassware, instrumentation, and reagent-grade
chemicals. Each experiment involved the addition of chemical reagents to a matrix of raw source water
obtained from Cement Creek in February 2012 at monitoring station CC-18. Twelve separate experiments
were conducted in this bench-scale treatability study.

Table 2 provides a complete list of experiments conducted in this treatability study, along with the
experimental protocol and expected mineral precipitates for each experiment.

UPPER CEMENT CREEK SOURCE WATER TREATABILITY REPORT
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Table 2: Experimental Protocol for Bench-Scale Treatability Experiments

Chemical Experiment Chemical  Endpoint Major Mineral
Process ID Reagents pH Precipitates Expected

1-1: Lime pH 7 Ca(OH)2 7.0 Al(OH)s, Fe(OH)s
Metal Hydroxide | 1-2:Lime pH8 Ca(OH). 8.0 Al(OH)s, Fe(OH)s, Zn(OH)2
Precipitation 1-3: Lime pH 9 Ca(OH). 9.0 Al(OH)s, Fe(OH)3, Zn(OH)z, Mn(OH)2

1-4: Lime pH 10 Ca(OH). 10.0 Al(OH)s, Fe(OH)s, Zn(OH)2, Mn(OH)2, Mg(OH).

2-1: 15 mg/L Fe Ca(OH)z, FeCls 8.0 AI(OH)s, Fe(OH)3, Zn(OH).
Egggﬂ(l:;?on/ 2-2:30 mglL Fe Ca(OH)z, FeCls 8.0 Al(OH)s, Fe(OH)s, Zn(OH)2
Co-Precipitation | 2-3: 60 mg/L Fe Ca(OH)z, FeCls 8.0 Al(OH)s, Fe(OH)s, Zn(OH)2

2-4:120 mg/L Fe Ca(OH)2, FeCls 8.0 Al(OH)s, Fe(OH)s3, Zn(OH)2
Metal Sulfide 3-1: Sulfide Pre-dose ~ Ca(OH)z, NaHS 8.0 Al(OH)s, FeSg, Cus, ZnS
Precipitation 3-2: Sulfide Post-dose ~ Ca(OH)2, NaHS 8.0 Al(OH)s, FeSz, CuS, ZnS
Metal Oxidation/ | 4-1: Hypochlorite Ca(OH)2, NaOCl 8.0 Al(OH)s, Fe(OH)s, Zn(OH)2, MnO;
Co-Precipitation | 4.2: peroxide Ca(OH)z, H202 8.0 Al(OH)s, Fe(OH)s, Zn(OH)z, MnO2

Experimental Procedure

Chemical reagents were added to the source water while mixing the solution on a magnetic stir plate.
During mixing, instrumentation was used to monitor solution pH, oxidation-reduction potential (ORP), and
turbidity. After sufficient mixing and chemical addition to reach the targeted endpoint conditions, the mix
solution was transferred to a settleometer for determination of settling characteristics.

After 10 minutes of settling under quiescent conditions, the solids volume fraction and supernate turbidity
were determined and the sample was transferred to vacuum filtration apparatus and filtered through 0.45-
pm filter paper. Filtrate obtained from each experiment was collected in sample bottles and shipped to a
contract lab (SVL Laboratories, Kellogg, ID) for analysis. Table 3 provides the analytical methods, method
detection limits, and reporting limits for the list of analytes measured at the contract lab.

Filter paper containing residual solids from each experiment was dewatered using vacuum filtration
apparatus and weighed on an analytical balance to determine wet solids. The wet solids samples were
then air-dried overnight and re-weighed to determine dry solids.

Lime Addition Experiments. Four separate experiments were conducted using hydrated lime (Ca(OH))
to raise the pH of the source water to induce precipitation of metal hydroxides. Separate endpoint pH
values of 7, 8, 9, and 10 were targeted in the four experiments. In the first experiment, raising the source
water pH from its initial value of 3 to an endpoint value of 7 is only expected to generate Al(OH); and
Fe(OH)s as mineral precipitates. Stepwise increases in the endpoint pH in subsequent experiments result
in additional metal hydroxides precipitating from solution so that for an endpoint pH of 10, the list of major
mineral precipitates is expected to include Al(OH)s, Fe(OH)z, Zn(OH)2, Mn(OH)2, and Mg(OH)2. Along with
the major mineral precipitates expected in the lime addition experiments, other COCs not included in the list
of minerals are expected to undergo varying degrees of removal from solution as co-precipitates of the
major mineral phases.
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Coagulant Addition Experiments. Four separate experiments were conducted using ferric chloride
(FeCls) as a chemical coagulant. Coagulant doses of 15, 30, 60, and 120 mg/L as Fe were used in this
group of experiments. After addition of coagulant, hydrated lime was added to the mix to raise the pH to an
endpoint value of 8. The main minerals that are expected to precipitate in each of the coagulation
experiments are Al(OH)s, Fe(OH)s, and Zn(OH).. Along with the major mineral precipitates expected in the
coagulation experiments, other COCs not included in the list of minerals are expected to undergo varying
degrees of removal from solution as co-precipitates of the major mineral phases.

Table 3: List of Analytes and Analytical Methods

Analytical Reporting Method

Analyte Method Limit Detection Limit
(mg/L) (mg/L)

Total Dissolved Solids (TDS) SM 2540C 10 2
Sulfate (SO4) EPA 300.0 15.0 1.95
Chloride (CI) EPA 300.0 0.20 0.07
Fluoride (F) EPA 300.0 0.50 0.11
Sodium (Na) EPA 200.7 0.50 0.04
Potassium (K) EPA 200.7 0.50 0.07
Magnesium (Mg) EPA 200.7 0.060 0.021
Calcium (Ca) EPA 200.7 0.040 0.012
Aluminum (Al) EPA 200.7 0.080 0.016
Silica (SiO2) EPA 200.7 0.17 0.06
Iron (Fe) EPA 200.7 0.060 0.017
Manganese (Mn) EPA 200.7 0.0040 0.0011
Arsenic (As) EPA 200.8 0.0030 0.0002
Antimony (Sh) EPA 200.8 0.00300 0.00012
Selenium (Se) EPA 200.8 0.00300 0.00022
Strontium (Sr) EPA 200.8 0.0050 0.0004
Barium (Ba) EPA 200.8 0.00100 0.000011
Beryllium (Be) EPA 200.8 0.00020 0.000077
Cadmium (Cd) EPA 200.8 0.00020 0.000013
Cobalt (Co) EPA 200.8 0.00100 0.000029
Copper (Cu) EPA 200.8 0.00100 0.000072
Lead (Pb) EPA 200.8 0.00300 0.000013
Nickel (Ni) EPA 200.8 0.00100 0.00032
Zinc (Zn) EPA 200.8 0.0050 0.0008

UPPER CEMENT CREEK SOURCE WATER TREATABILITY REPORT
PAGE 4





MWH TECHNICAL MEMORANDUM

Sulfide Addition Experiments. Two separate experiments were conducted using sodium bisulfide
(NaHS) as a soluble sulfide salt to test the feasibility of precipitating the COCs as metal sulfides. In the first
experiment, sulfide was pre-dosed to the raw source water and allowed to react at low pH before addition
of hydrated lime to raise the pH to an endpoint value of 8. In the second experiment, the solution pH was
increased from an initial value of 3 to an intermediate value of 6 before addition of sulfide. The main
minerals that are expected to precipitate in each of the sulfide experiments are Al(OH)s, FeS;, CusS, and
ZnS. Minor amounts of CdS, PbS, MnS, and NiS are also expected to form mineral precipitates in the
sulfide addition experiments.

Oxidant Addition Experiments. Two separate experiments were conducted using sodium hypochlorite
(NaOCl) and hydrogen peroxide (H202) as oxidants. The objective of the oxidation experiments is to
induce precipitation of reduced metals in solution by converting them to a higher oxidation state where they
have much lower solubility. The reduced metals dissolved in the source water that experience precipitation
at a higher oxidation state are ferrous iron (Fe2*) and manganous manganese (Mn2+). Oxidation of ferrous
iron to ferric iron (Fe3*) induces precipitation of iron as the mineral ferrihydrite (Fe(OH)s). Oxidation of
manganous manganese to manganic manganese (Mn**) induces precipitation of manganese as the
mineral pyrolusite (MnO,). After addition of oxidant, the endpoint pH of the mix solution was raised to 8 by
addition of hydrated lime. The main mineral precipitates that are expected for the oxidation experiments
are Al(OH)s, Fe(OH)s, Zn(OH)2, and MnO,. Along with the major mineral precipitates expected in the
oxidation experiments, other COCs not included in the list are expected to undergo varying degrees of
removal from solution as co-precipitates of the major mineral phases.

Experimental Results

Experimental Observations

The experimental record of process control variables and observations collected during the bench tests are
provided in Table 4. Photographs of the individual experiments may be found in Appendix 1.

Table 4: Experimental Observations and Process Control Parameter Record

Mix 10 Minute Settling Filtrate Precipitate
Experiment pH ORP  Turbidity | Solids Supernate | pH ORP Turbidity | Wet Dry
D (mV)  (NTU) Volume  Turbidity (mV)  (NTU) [ Solids Solids
Fraction (NTU) (mg/Lz gm(_;/Lz
1-1: Lime pH 7 712 322 26.5 0.027 11.7 6.88 308 042 603 91
1-2: Lime pH 8 806 269 214 0.027 5.79 747 253 041 871 116
1-3: Lime pH 9 9.03 150 25.9 0.041 6.38 875 166 0.56 912 131
1-4: Lime pH 10 10.02 68 45.9 0.054 4.39 980 104 0.40 1206 177
2-1: 15 mg/L Fe 810 220 54.4 0.041 10.3 7.83 248 1.36 992 133
2-2: 30 mg/L Fe 838 19 141 0.041 27.6 785 258 2.46 1464 189
2-3:60 mg/L Fe 829 198 243 0.053 465 813 211 252 1892 278
2-4:120 mg/L Fe 819 207 302 0.104 29.5 707 232 0.64 3190 421
3-1: Sulfide Pre-dose | 8.04  -207 93.5 0.014 80.9 717 47 1.42 576 119
3-2: Sulfide Post-dose | 9.25  -280 36.1 0.041 54.2 895 169 215 833 150
4-1: Hypochlorite 806 544 104 0.040 30.2 791 809 1.46 1127 167
4-2: Peroxide 823 247 57.7 0.040 17.2 712 266 0.48 943 157
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Residual Solids Characteristics

The experimental observations provide useful information about the settleability, filterability, and mass of
residual solids generated by each chemical treatment process.

Figure 1 provides a graphical summary of the settleability, filterability, and amount of residual solids
generated in each experiment. In the figure, the mix turbidity provides a semi-quantitative measure of the
amount of solids generated, while the supernate turbidity recorded after 10 minutes of settling provides a
qualitative measurement of solids settleability for each chemical treatment option. The figure also provides
a record of filtrate turbidity for 0.45 pm filter paper, which is a qualitative measure of filterability as well as a
semi-quantitative measure of particle size for residual solids.

Figure 1: Residual Solids 10-Minute Settling and 0.45 um Filterability Characteristics

The filtrate turbidity results using 0.45 um filter paper suggest that each of the treatment processes
examined will generate residual solids having filterable particle sizes, with the exception of treatment with a
post-pH adjustment dose of sulfide. For the sulfide post-dose experiment, filtrate turbidity was measured at
27.5 NTU while filtrate from the other experiments had significantly lower turbidities of between 0.40 NTU
and 2.52 NTU. This result for the sulfide post-dose experiment suggests that this chemical process is not a
viable treatment option for source water from Cement Creek since a major fraction of the residual solids
would remain in suspension following both clarification and filtration.

The 10-minute settling results for supernate turbidity suggest that pH adjustment with lime produces the
fastest settling solids, followed in descending order by oxidation, coagulation, and sulfide addition. There is
a weak trend in the lime experiments indicating that settling rate increases with increasing pH, where the
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supernate turbidity is highest at pH 7 and lowest at pH 10 (i.e., 11.7 NTU vs 4.39 NTU). The settling rates
of the Fe coagulation experiments show a steady decrease from 15 mg/L Fe to 60 mg/L Fe (10.3 NTU to
46.5 NTU), followed by a significant increase in settleability with an increase in coagulant dose from 60
mg/L to 120 mg/L (46.5 NTU vs 29.5 NTU). For the sulfide precipitation experiments, the post-dose
experiment produces a faster settling rate than the pre-dose experiment (54.2 NTU vs 80.9 NTU). For the
oxidation experiments, hydrogen peroxide precipitate settles faster than sodium hypochlorite precipitate
(17.2 NTU vs 30.2 NTU).

Figure 2 provides a graphical summary of the residual solids mass generated for each experiment. In the
figure, both wet and dry solids are plotted to provide a visual indication of the amount of residual solids that
can be expected for each chemical treatment option.

Figure 2: Comparison of Wet and Dry Residual Solids Mass

As expected, Fe coagulation generated the greatest amount of wet solids, followed in descending order by
oxidation, lime precipitation, and sulfide precipitation. The same order is evident for dry solids, although the
magnitude of difference is significantly attenuated. This suggests that solids generated by Fe coagulation
may have better dewatering characteristics than the other chemical treatment processes examined in this
study.

Analytical Results

Table 5 contains the analytical results from the contract lab for filtered water from the twelve bench-scale
experiments, along with an analysis of filtered source water from Cement Creek.
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Table 5: Analytical Results of Bench-Scale Experiments
& & & N & & & & 5% &2 4 &

T2 2 2 2o, S, Y, Yo% 22 Fe T
maye | = | 2% 23 22 2% 2L 8BS 5% 5548 3855 B4
(mglL) 8 |55 To o Zo 52 T2 52 TE B T2/ 88 T

2 SE RE SE RE| &S5 8o §5o £ 85 £33/ &85 &5

(9] wao wa wag Wl g e WWoe WA Wy W T wo
TDS 1,540 1,540 1,540 1,530 1,550 1,600 1,630 1,730 1,890 1,590 1,570 1,650 1,530
SOy 1,050 1,020 1,030 1,020 1,020 1,030 1,030 1,020 987 1,010 1,040 1,020 1,030
Cl 0.25 1.01 0.74 0.72 0.59 27.7 62.4 112 236 9.98 0.77 79.7 2.14
F 4.27 381 4.07 410 391 3.86 4.83 3.94 3.56 3.95 4.06 3.50 3.94
Na 7.10 6.91 7.06 6.99 6.96 7.18 7.24 6.94 6.92 49.3 49.1 78.9 7.20
K 1.43 1.73 1.79 1.56 1.58 2.16 1.59 1.55 1.55 2.06 1.82 2.26 3.61
Mg 22.0 214 21.6 214 19.3 217 21.0 20.9 211 21.7 213 21.2 20.8
Ca 336 378 390 399 417 416 446 462 537 362 369 400 398
Al 8.99 ND ND 0.086 0.538 ND 0.098 0.121 ND 0.095 ND ND 0.095
Si02 38.8 25.0 20.2 14.8 6.96 16.3 9.86 5.66 3.21 24.4 171 214 153
Fe 6.18 ND ND ND ND ND ND ND ND 0.176 ND ND ND
Mn 254 23.3 25.3 164 0.258 20.2 12.6 104 6.40 234 154 0.0405 4.86
As ND ND ND ND ND ND ND ND ND ND ND ND ND
Sb ND ND ND ND ND ND ND ND ND ND ND ND ND
Se ND ND ND ND ND ND ND ND ND ND ND ND ND
Sr 3.59 353 3.54 3.54 3.54 3.56 3.61 347 351 3.50 344 3.46 3.50
Ba 0.0260 0.0309 0.0244 0.0179 0.0158 | 0.0255 0.0192 0.0133  0.0110 | 0.0141  0.0209 | 0.0056  0.0136
Be 0.00379 ND ND ND ND ND ND ND ND ND ND ND ND
Cd 0.0298 0.0237  0.0133  0.0021 ND 0.0092  0.0024 0.0015  0.0005 ND ND 0.0006  0.0015
Co 0.0769 0.0704 0.0596 0.0238 0.0012 | 0.0514 0.0217 0.0124  0.0077 | 0.0115 0.0163 | 0.0013  0.0201
Cu 0.417 0.0053  0.0022 0.0013  0.0010 | 0.0014  0.0013  0.0011 ND 0.0015  0.0018 | 0.0024  0.0012
Pb 0.0511 ND ND ND ND ND ND ND ND ND ND ND ND
Ni 0.0478 0.0436  0.0379  0.0243  0.0098 | 0.0369  0.0244  0.0203  0.0187 | 0.0252 0.0358 | 0.0134  0.0246
n 133 6.17 0.925 0.0386  0.0061 0.737 0.171 0.0801  0.0476 | 0.0134  0.0413 0.171 0.163

Table 5 General Notes:

ND = not detected
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Experimental Observations and Analytical Results for Source Water from Cement Creek. The
Cement Creek source water used in this study has the following characteristics:

pH = 3.07

ORP =621 mV

Turbidity, unfiltered = 53.5 NTU
Turbidity, filtered = 0.68 NTU
Color, unfiltered: rusty red
Color, filtered: colorless

TDS = 1,540 mg/L

Fe =6.18 mg/L

An examination of these parameters suggests that the source water is well aerated, as evidenced by the
high ORP value of 621 mV. The low Fe concentration reported in the analysis combined with the elevated
ORP indicates that all iron in the source water is present as oxidized ferric iron (Fe3*). At a pH value of 3,
ferric iron remains soluble up to a concentration of about 2 mg/L. Thus, the high turbidity noted for the
unfiltered source water is likely due to precipitated iron as the mineral ferrinydrite (Fe(OH)a).

Comparison of Analytical Results with Water Quality Criteria. In order to determine whether the
chemical treatment processes examined in this report are effective for removing COCs from the Cement
Creek source water, Table 6 is provided as a comparison of water quality criteria and analytical results for
selected COCs.

For the cementitious metal COCs (Al and Fe), the source water contains dissolved concentrations of both
constituents that exceed their respective aquatic water quality standards. Chemical treatment options that
fail to meet the Al standard are lime pH 10, 30 mg/L Fe, 60 mg/L Fe, sulfide pre-dose, and peroxide. All of
the treatment options satisfy the Fe standard.

For the metalloids (As, Sh, and Se), the source water has dissolved concentrations of all three constituents
that are below their respective method detection limits. Each of the experiments also has dissolved
concentrations of the three metalloids that are below their respective method detection limits.

For beryllium (Be), the source water has a measureable concentration of 0.0037 mg/L which is slightly less
than the drinking water quality standard of 0.004 mg/L. All of the treatment options satisfy the Be standard,
with measurements below the method detection limit.

For the heavy metals (Cd, Cu, Pb, Ni, and Zn), all of the constituents except Ni have dissolved
concentrations in the source water that exceed their respective water quality standards. Experiments that
exceed the Cd standard are lime pH 7, lime pH 8, 15 mg/L Fe, and 30 mg/L Fe. All of the treatment options
satisfy the respective standards for Cu, Pb, and Ni. Experiments that exceed the Zn standards are lime pH
7, lime pH 8, and 15 mg/L Fe.

Each of the four chemical treatment processes has one experiment that satisfies all of the water quality
standards for the listed COCs shown in Table 6. For lime precipitation, adjusting the source water pH from
3 to 9 produces the best results. For coagulation at pH 8, addition of 120 mg/L Fe produces the best
results. For sulfide precipitation at pH 8, adding the sulfide after the pH adjustment produces better water
quality than addition of sulfide before pH adjustment. For oxidant addition at pH 8, sodium hypochlorite
produces better water quality than hydrogen peroxide addition.
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Table 6: Comparison of Water Quality Criteria and Analytical Results for Selected COCs

Analyte (mg/L) Al Fe As Sb Se Be Cd Cu Pb Ni Zn
Primary Drinking
A e, - - 0010 0006 005 0004 0005 13  0.015 -
Freshwater Aquatic 0.7500 0.340 ) . 0.0073c 0.0547¢ 0.1885¢  1.069¢  0.3314c
Life/Acute
Freshwaler AQUatic 567 100 0450 - 0005 - 00022¢ 00375 00030 01665 0.3341c
Life/Chronic
Cement Creek
o 899 618 ND ND ND 00037 00298 0417 00511 00478 133
Experiment 1-1:
EseE ND ND ND ND ND ND 00237 00053 ND 00436  6.17
Experiment 1-2: ND ND ND ND ND ND 00133 0002 ND 00379 0925
Lime pH 8
SRS 0086 ND ND ND ND ND 00020 00013 ND 00243 0.0386
Lime pH 9
Experiment 1-4: 0538 ND ND ND ND ND  ND 00010 ND 00098  0.0061
Lime pH 10
Experiment 2-1. ND ND ND ND ND ND 00092 0004 ND 00369 0.737
15 mg/L Fe
Experiment 2-2: 0098 ND ND ND ND ND 00024 00013 ND 00244 0471
30 mg/L Fe
Experiment 2-3:
50 molL ke 0121 ND ND ND ND ND 00015 00011 ND 00203 0.0801
Experiment 2-4; ND ND ND ND ND ND 00005 ND ND 00187 0.0476
120 mg/L Fe
VIR 0095 0176 ND ND ND ND  ND 00015 ND 00252 0.0134
Sulfide Pre-dose
Experiment 3-2: ND ND ND ND ND ND ND 00018 ND 00358  0.0413
Sulfide Post-dose
SRl L ND ND ND ND ND ND 00006 00024 ND 00134 0171
Hypochlorite
Experiment 4-2: 0095 ND ND ND ND ND 00015 00012 ND 00246  0.163

Peroxide

Table 6 General Notes:
ND = not detected

Water quality standards shown in BLUE are the lowest value for a given COC and thus represent the governing standard

Analyte values shown in RED exceed one or more of the water quality standards

Table 6 Footnotes:
a. Action level

b. Aluminum water quality criterion for total recoverable metal and pH range of 6.5t0 9
c. Water quality standard for this metal is expressed as a function of 400 mg/L hardness in the water column
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Recommended Chemical Treatment Alternatives

Source Water Treatment Objectives

The experimental observations and analytical results of this bench-scale treatability study indicate that
chemical treatment of source water from Cement Creek is required in order to satisfy the following water
quality objectives:

e Raise the solution pH from the acidic range (pH = 3) to the circumneutral range (pH = 6.5t0 9).

e Produce a clarified final effluent that has low turbidity (< 30 NTu).

e Reduce the level of cementitious metals (Al, Mn, and Fe) that are dissolved in the source water.

. Redlécedthe concentration of heavy metals (Cd, Cu, Pb, and Zn) to levels that satisfy water quality
standards.

Effectiveness of Chemical Treatment Options

The chemical treatment options examined in this study that best satisfy the stated treatment objectives for
Cement Creek source water are the following:

1. Hydrated lime addition to raise pH from 3 to 9.
2. Sodium bisulfide addition prior to hydrated lime addition to raise pH from 3 to 8.
3. Sodium hypochlorite addition following hydrated lime addition to raise pH from 3 to 8.

The other chemical treatment options involving enhanced coagulation with iron, post-sulfide addition, and
oxidation with hydrogen peroxide are not recommended for the following reasons:

e Enhanced coagulation using ferric chloride requires coagulant doses of more than 60 mg/L Fe to
achieve the water quality standards for Al and Cd. Such high coagulant doses will result in
excessive operation and maintenance costs associated with chemical purchases and residual
solids handling/disposal.

e Post-pH adjustment addition of sodium bisulfide for base metal precipitation is unlikely to produce a
clarified effluent that has turbidity less than 30 NTu.

e Oxidation with hydrogen peroxide is much less effective than sodium hypochlorite for removal of
the cementitious metals Al and Mn.

UPPER CEMENT CREEK SOURCE WATER TREATABILITY REPORT
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Cement Creek Source Water Bench-Scale Testing

Lime pH 7

Lime pH 8
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Cement Creek Source Water Bench-Scale Testing

Lime pH9

Lime pH 10
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Cement Creek Source Water Bench-Scale Testing

Filtered Solids — Lime
pH7,8,9, 10 (L to R)

15 mg/L Fe Coagulant
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Cement Creek Source Water Bench-Scale Testing

30 mg/L Fe Coagulant

60 mg/L Fe Coagulant
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Cement Creek Source Water Bench-Scale Testing

120 mg/L Fe Coagulant

Filtered Solids — Fe Coagulant/Wet
15, 30, 60, 120 mg/L (L to R)
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Cement Creek Source Water Bench-Scale Testing

Filtered Solids — Fe Coagulant/Dry
15, 30, 60, 120 mg/L (L to R)

Pre-dose Sulfide
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Cement Creek Source Water Bench-Scale Testing

Post-dose Sulfide

Hypochlorite
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Cement Creek Source Water Bench-Scale Testing

Filtered Solids: Sulfide (top) / Oxidant (bottom)
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APPENDIX B
Line Use vs. pH
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Cement Creek
pH Control Using Lime

(titration)
pH mg/L Ca (OH,)
6 182
7 216
8 251
9 275
10 374

Titration was performed during development of bench scale evaluation using the
February 2012 water sample from Cement Creek from CC-48.
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Sunnyside Gold — Mass Loading Analysis

TECHNICAL MEMORANDUM — MASS LOADING ANALYSIS
DATE: 14 July 2012

TO: Sunnyside Gold Corporation

FROM: Mark J. Logsdon (Geochimica) ’)Yl”/g . Z?Y V4 7Yy J‘(,é 20/

SUBJECT: MASS LOADING ANALYSIS OF THE UPPER ANIMAS RIVER AT
WATER QUALITY STATION A72: CONTRIBUTION OF SUB-
BASIN DRAINAGES TO TOTAL LOADING (AND
CONCENTRATIONS)

SUMMARY

This Memorandum evaluates the contributions of the three major sub-drainages reporting to
the upper Animas at A72 and the contributions from the major adits (American Tunnel,
Gold King, Mogul, and Red& Bonita) to water quality at CC48 (monitoring Cement Creek)
and A72 (monitoring all of the upper Animas drainage above Silverton). A particular focus
was placed on Zinc because of its conservative properties over the pH range expected to be
observed in the upper Animas River Basin. In addition, water-treatment approaches that
would be effective for Zinc also would be effective for other pH-sensitive trace metals

The analysis uses mass-balance modeling, based on data for flows and dissolved metals
concentrations from Calendar year 2010. The analysis accounts for flows and metal loading
in the three major sub-drainages, upper Animas River (at Station A68), Cement Creek
(Station CC48), and Mineral Creek (Station M34) as well as four major discharging adits in
upper Cement Creek (American Tunnel, Gold King, Red and Bonita, and Mogul).

Under Low Flow conditions, each of the three sub-basins contributes about 1/3 of the total
flow observed at Station A72. However, under High Flow conditions, the percentage
contribution of Cement Creek (CC48) falls to 9% of total flow at A72 due to the limited
surface area of the Cement Creek sub-drainage compared to the total drainage area of A72.

Under Low to Moderate Flow conditions, the four discharging adits contributed 31% to
38% of the total Zinc that reports to Station A72 in 2010. This indicates that control of
Zinc currently being released from the four adits is very important to being able to achieve
significant reductions in load (and therefore concentrations) at Station A72 under the flow
conditions expected over most of the year. Under High Flow conditions (June 2010), the
four discharging adits contribute approximately 14% of the total Zinc observed at Station
AT72. The relatively modest contribution under High Flow conditions suggests that, were
active water treatment implemented for the four adits, it may be possible to use a design
basis flow that is well below the observed High Flow values, because the residual Zinc in
bypass water would make only a small to modest contribution at Station A72.
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BACKGROUND

The Animas River Stakeholders Group (Stakeholders Group), of which Sunnyside Gold
Corporation (SGC) is an active member, has determined that Water Quality Station A72 is
an appropriate location at which to evaluate water-quality conditions in the upper basin of
the Animas River.

Station A72 is located in the main stem of Animas River below the town of Silverton,
Colorado (Attachment 1). There are three major tributaries contributing to flows at A72:

e The upper Animas River above Silverton. This tributary drains the northeastern
portion of the basin above Station A72 and is monitored at Water Quality Station
AGS.

e Cement Creek. This tributary drains the north-central portion of the upper basin. It
is monitored near its mouth with the Animas River at Water Quality Station CC48.

e Mineral Creek. This tributary drains the northwestern segment of the upper basin
and is monitored at Water Quality Station M34.

All three drainages have known sources of mining-affected waters, and all three also include
flows that have not been affected by mining (Mast et al, 2007).

Station A72 is located approximately 1 mile (1.5 km) below the mouth of Mineral Creek and
the water at this point is a physically well-mixed flow of the entire upper basin above
Silverton.

Geochimica has reviewed various compilations of water quality data for A68, CC48, M34
and A72 and worked to standardize these data into analyzable sets. For example, mixed
reporting units (mg/L and also ug/l), different levels of detection, and default symbols are
presented in some versions of data sets. These needed to be standardized in order to do
subsequent analyses of water quality in an analytical framework.

In February, 2012, SGC asked Geochimica to evaluate the relative impacts of the three
primary tributaries to water quality at A72 and further to specifically evaluate the
contribution of the drainage from the four major adits [American Tunnel, Gold King, Red
and Bonita, and Mogul] in upper Cement Creek on water quality at downstream stations
CC48 and A72. The purpose of the latter task is to understand how control of the flows and
chemistries (ultimately as loads) discharging from those adits might affect observable
downstream water quality at CC48 and A72.

PURPOSE AND OBJECTIVES

This Memorandum evaluates the contributions of the three major sub-drainages reporting to
the upper Animas at A72 and the contributions from the major adits (American Tunnel,
Gold King, Mogul, and Red& Bonita) to water quality at CC48 (monitoring Cement Creek)
and A72 (monitoring all of the upper Animas drainage above Silverton). A particular focus
was placed on Zinc because of its conservative properties over the pH range expected to be
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observed in the upper Animas River Basin. In addition, water-treatment approaches that
would be effective for Zinc also would be effective for other pH-sensitive trace metals

The specific questions addressed in this Memorandum are:

1. In what proportions do the three subdrainages contribute to stream flows observed
at A72?

2. In what proportions do the major discharging adits in upper Cement Creek
contribute to the metal loads and concentrations at CC48?

3. In what proportions do the major discharging adits in upper Cement Creek
contribute to the metal loads and concentrations observed at A72?

4. What are the uncertainties in the loading analysis at this time?

TERMS OF REFERENCE

The input data was provided to Geochimica by SGC; these data have been developed over
time by various entities, working through the Stakeholder Group. The data used in this
analysis are in the public domain, and were provided by the Stakeholder Group and the
various governmental agencies that have collected the data or presented data provided to
them by others.
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UNITS, ACRONYMS, INITTALISMS, AND MATHEMATICAL AND
CHEMICAL SYMBOLS

In order of use in the memorandum:

L: liter, 2 volume unit for fluid

s: second

/: the operator symbol for division

L/s: liters per second, a modified SI unit of water flow

mg: milligram, a unit of mass

mg/L: milligrams per liter, a unit of mass concentration

* the operator symbol for multiplication

mg/s: milligrams per second, a unit of mass flux or mass loading

%o: percent

Q: Flow of water

cfs: cubic feet per second an Imperial unit of water flow

pH: the negative logarithm of the activity of hydrogen ion in aqueous solution

S.u.: standard units (for pH measurements)

Al: Aluminum

Cd: Cadmium

Cu: Copper

Fe: Iron

Mn: Manganese

Pb: Lead

Zn: Zinc

kg: kilogram, a unit of mass

d: day

kg/d: kilogram per day, an informal SI based unit of mass flux or mass loading

RPD: relative percent difference, a measure of reproducibility between two
repeated values. RPD = [(Value 1 — Value 2)/(Value 1 + Value 2)] * 100

Median: A measure of the central tendency of a set of values. The median is the mid-

point value of the ordered set, with as many samples having values greater
than the median as there are samples with values less than the median.

TECHNICAL APPROACH

Geochimica based its analysis on the underlying principal of conservation of mass, in
hydrogeochemical studies usually called “mass balance” or loading analysis. An attempt is
made to identify sources of mass (for example dissolved zinc) in surface waters, then a
measure of both (a) the flow of water [in units of Volume/Time, e.g., liters/sec,
gallons/minute, etc.)] and (b) the concentration of the substances of interest in that flowing
water [in units of Mass/Volume, e.g., mg/L]. If the flow and concentration are reported in
compatible units, then the mass flux (load) is the product of the flow times the
concentration [in units of Mass/Time, for example, (/s * mg/L) = mg/s, which can then
be converted to equivalent units such as tons/yeat.
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Because mass can neither be created nor destroyed, the mass loading should increase
downstream in an orderly fashion, with the load at a downstream point equaling (within the
propagated uncertainties of the input data) the sum of the upstream loads. If the
downstream load is significantly greater than the apparent sum of the upstream loads, then
there must be additional sources. If the downstream load is less than the sum of the
upstream loads, then mass is not conserved in the aqueous system and a field inspection is
conducted to look for evidence of precipitation, or perhaps loss of flow from the surface
system to groundwater in losing reaches of streams.

The basic measurements of flow and concentrations in aqueous solution are subject to a
range of uncertainties. It is Geochimica’s understanding that there has not been a
fundamental analysis of such data uncertainties underlying the databases of the Stakeholder
Group, for example the accuracy and precision of flow measurements. However, all the
sources of data are from entities experienced in sampling and analysis, so we can suppose
that flow measurements are accurate to about +/- 20% and the analytical data (at levels
higher than about 10 times the detection limit) will be accurate to about +/- 10% of the
reported values. To a good approximation, the joint uncertainty for load should be
approximately the square root of the sum of the squares of the two, or +/- 22%. Mass
balance studies are widely used in the hydrological sciences, and despite this apparent
uncertainty, experience shows that the results are highly useful for understanding the roles of
sources and pathways in producing conditions for receivers at downstream locations.

For this analysis, Geochimcia concentrated on a single year, 2010, compiling all available
data across the full year so that ranges of flow could be examined and the consistency of the
mass balances understood in terms of hydrologic variation across the full annual hydrograph.
Geochimica selected 2010 because, at the time of the initiation of this analysis, it was the
most recent data reported for a full year, and it is a fair representation of current conditions
in the upper Animas River watershed. The results are presented for the annual low flow
(March 2010) and the annual high flow (June 2010) condition, and also for calculated values
of median flow over the observed range for the full year. These three conditions allow
evaluation of how the mass balance responds to the annual hydrograph conditions, with no
outliers (because we use the measured minimum and maximum flow conditions). Specific
values for flow and water quality would almost surely differ from year to year, but the
general trends and relative proportions should be consistent. In years with higher flow,
there would be greater dilution, and sources located at higher elevations above stream levels
in what usually is the vadose zone (and so would not be rinsed except at exceptionally high
infiltration and flow conditions) may be activated. In years with lower flow, more of the
annual results would look like those for Low Flow in the 2010 data. But the general
behavior of the system is not expected to change, barring major climatic or tectonic changes
that would fundamentally alter the physical flow system .

METHODS AND PROCEDURES

Mass-balance analysis in stream flow systems, involving simple products and sums, is very
well suited to spreadsheet analysis. Geochimica’s analyses use Microsoft Excel. The
relevant spreadsheets are provided in their entirety in the attachments to this memorandum.
The Excel model includes the following components as separate worksheets:
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Cover (identifying the author, date, and controlling design data)

Flow and Concentration Data A68; CC48; Adits; M34; A72

Data Summary: Flow and Zn Mass

[Note that Zn mass was selected for mass balance because of its

conservative properties over the pH range expected to be observed in the

upper Animas River Basin. In addition, water-treatment approaches that

would be effective for Zn also would be effective for other pH-sensitive

trace metals.]

Flow and Zn Balance - Adits

Flow Balance at A72, includes CC48
Mass Balance at A72, includes CC48

AT72 - Adit Mass (calc), includes CC48

Summary and Conclusions

An example of the use of a spreadsheet for the Flow*Concentration = Mass Load/Unit

Time is shown in Table 1.

Table 1. Flow and concentration data and mass-loading for discharge from the American

Tunnel during 2010 (From Attachment 2 to this memo).

Adits cfs su mg/L mg/L mg/L mg/L mg/L mg/L mg/L kg/d
Name Site DATE Q pH Al Cd Cu Fe Mn Pb Zn Zn Load
American Tunnel CC19 2/17/10 0.178 5.19 5.180 0.0022 0.0057 148.0 49.5 0.0014 19.9
American Tunnel CC19 3/18/10 0.204 4.46 4.810 0.0023 0.0083 145.0 50.3 0.0018 20.6
American Tunnel CC19 4/13/10 0.204 5.38 4.710 0.0025 0.0062 159.0 49.7 0.0020 18.4
American Tunnel CC19 6/2/10 0.240 5.29 4.200 0.0022 0.0050 136.0 44.5 0.0022 17.6
American Tunnel CC19 7/13/10 0.240 5.26 4.590 0.0022 0.0050 157.0 49.9 0.0025 19.7
American Tunnel CC19 9/14/10 0.268 4.47 4.930 0.0020 0.0020 164.0 51.4 0.0025 20.4
American Tunnel CC19 11/2/10 0.240 5.17 4.660 0.0025 0.0020 142.0 49.1 0.0015 21.4
Low 3/18/10 0.204 4.46 4.810 0.0023 0.0083 145.0 50.3 0.0018 20.6 10.3
Median Median 0.240 5.19 4.710 0.0022 0.0050 148.0 49.7 0.0020 19.9 11.7
High 6/2/10 0.240 5.29 4.200 0.0022 0.0050 136.0 445 0.0022 17.6 10.3

Notes:

Below detection results are shown as 'z reporting limit. These values are highlighted in Attachment 2 data.
Yellow highlighted value is resultant of example calculation below.

The loading calculation for kg/d is Flow (cfs) x concentration (mg/l) x constant (2.4451)= Load kg/d

For example, on 3/18/10 the flow (Q) from the American Tunnel, measured at Station
CC19, was 0.204 cfs (cubic feet per second, or ft’/s), and its Zinc concentration was 20.6
mg/L (milligrams per liter). The mass load per unit time would be:

(0.204 ££/s * 20.6 mg/L) * [2,4451 * (kg*s*L) / (d *ft’ * mg)] = 10.3 ke/d of Zn

Geochimica, Inc.
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DATA

Attachment 2 to this memorandum includes the entire analytical report of the mass-balance
analysis.

Key data and results for the four scoping issues identified above are presented in the
Discussion section below.

DISCUSSION

The technical issues raised by the results are organized in a step-wise fashion that reflects the
logic of mass-balance analysis for surface waters. The first step is determining proportions of
water flow, both because flow is needed to calculate mass balance, and because the water
flows provide an initial test of the coherence of the data set. Then, because it is important to
know how the flowing adits in upper Cement Creek contribute to water quality at A72, an
analysis is done of the loadings within Cement Creek drainage itself. Finally the adit
contributions are extended to the combined system drainage at A72. As usual in a technical
analysis, there is an uncertainty analysis.

1. In what proportions do the three sub-drainages contribute to the water flow
system observed at Station A72?

To understand the impacts of sources within the three sub-drainages on observed conditions
at Station A72, an understanding how monitored flow for each sub-drainage contributes to
the total flow measured at A72 is needed. The monitoring points for the three sub-drainages
are AG8 (Upper Animas River), CC48 (Cement Creek), and M34 (Mineral Creek).

The calculations of their contributions to flow at A72 are computed in the spreadsheet
“Flow Balance at A72” in Attachment 2, and summarized below in Table 2. The dates of
the Low and High Flow events are given in format (month/day/year). Percentage of the
flow at A72 is calculated as Flow (sub-basin)/Flow Observed at A72, e.g., (18.9/51.6)*100
= 306.6%

Table 2. Summary Flow Values for Stations A68, CC48, M34 and A72 (2010). Flows are in
units of cfs (ft’/s), and those measured values are recalculated as percentages (%)
of the total flow at Station A72. RPD is Relative Percent Difference between the
Sub-Total flow for the three river stations and the Observed Flow at Station A72.

Low % Total Median | % Total | High % Total

River Station | Flow Flow Flow Flow Flow Flow
A68 18.9 36.6% 58 30.7% 517 32.7%
CC48 13.7 26.6% 19 10.1% 137 8.7%
M34 17.9 34.7% 61.9 32.8% 576 36.5%
Sub-Total 50.5 138.9 1230
A72 Observed | 51.6 189 1580
RPD 1.1% 15.3% 12.5%
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For example, the RPD for Low Flow = (51.6-50.5)/(51.6+50.5) = .011 = 1.1% RPD values
in the range of 12% - 15%, as calculated for the Median and High Flow cases are commonly
encountered in high energy streams with high and spatially ranging velocities and irregular
and sometimes changing cross sections.

The table shows that under Low-Flow conditions each of the three sub-basins contributes
about 1/3 of the total flow observed at Station A72. Although the absolute value of the
water flow measured at CC48 rises from the Low-Flow (13.7 cfs) to the High-Flow (137 cfs)
condition, the absolute values of total flows measured at A72 rise at a faster rate. Therefore,
the percentage contribution of CC48 falls from 27% of total flow at A72 at Low Flow to
only 9% of total flow at A72 under High Flow. This is due to the limited surface area of the
Cement Creek sub-drainage compared to the total drainage area to A72. Under Low Flow
conditions, most of the flow is due to groundwater seepage to creeks, whereas under High
Flow conditions, the source of runoff is snow melt, and the larger surface areas dominate the
total flow to A72.

2. In what proportions do the four major discharging adits in upper Cement Creek
contribute to metal loads at Station CC48?

The four major discharging adits in the Cement Creek drainage are American Tunnel (AT),
Gold King (GK), Red and Bonita (RB), and Mogul adits.

The calculation of mass loadings for Zn from the four adits is presented in Spreadsheet
“Flow and Zinc Balance — Adits” in Attachment 2. The key results are reproduced in Table
3 and Figures 1 and 2 for measured Low Flow, Median Flow (calculated) and measured High
Flow in 2010. The results are presented both in the table and visually as pie-graphs showing
proportions of loading to total adit loading (Figure 1) and total stream loads (Figure 2).

Table 3. Mass Loading of Zn from the Four Major Discharging Adits to Total Mass loading
of Zn at Station CC48. Loading in kg Zn/day, except proportion of CC48 in
percent of total load at CC48.

3/17/21010 Calculated 6/2/2010

Stations Low Flow Median Flow High Flow
AT 10.28 11.68 10.33
GK 11.07 23.90 53.62
RB 15.73 17.38 17.52
Mogul 11.29 9.11 7.73
Sub-Total 48.36 62.06 89.20
CC48 Observed 87.10 110.18 222.41
Non-Adit Mass 38.74 48.12 133.21
Load
Adit Proportion of 55.5% 56.3% 40.1%
CC48
Non-Adit 44.5% 43.7% 59.9%
Proportion of CC48
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As shown in the second to last row of the Table 3, the mass loading from the four major
discharging adits accounts for 40% to 56% of the total Zn loading observed at CC48. The
higher absolute value of total Zn discharge and the lower percentage released under High
Flow conditions shows that there are other sources of Zn in the Cement Creek drainage, as
quantified by difference in the last row of Table 3. The proportion of non-adit water (60%)
is greatest under High Flow conditions. The available monitoring data cannot reveal where
the other sources are, nor whether they are point-source or distributed flow.

The four discharging adits occupy a very small proportion of the Cement Creek drainage,
and all of that is near the headwaters of the creek. Because precipitation, reporting as runoff
and base-flow, affects the entire sub-drainage, there is no physical basis for believing that the
sum of the adit flows and loads would equal the total flow or load of Cement Creek.
Therefore, it is not appropriate to calculate a RPD value for the precision of the two
measurements.

Under Low Flow conditions (March, 2010), each of the four discharging adits releases
almost equivalent mass loads of Zn in kg/d, ranging from 10.3 kg/d (21%) from the
American Tunnel to 15.7 kg/d (33%) from the Red and Bonita Mine. However, under High
Flow conditions (June, 2010), mass loading is dominated by discharges from the Gold King
Mine, 53.6 kg/d (60% of the total Zn released from the adits to CC48). Under High Flow
conditions, the American Tunnel releases 10.3 kg Zn/d, indistinguishable from the value
under Low Flow conditions for the 2010 monitoring data, but at High Flow, this is only
11% of the total Zn load from the adits to CC48. This indicates that Gold King is more
influenced by surface flow conditions than is the American Tunnel.
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Figure 1. Proportion of Loading from Each Adit to Total Adit Loading for Each Flow

Condition.

Adits-Zn Load (kg/d)- Low Flow

Adits-Zn Load (kg/d) - Median Flow
(calc)

Mogul
15%

9%

Adits-Zn Load (kg/d) - High Flow
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Figure 2. Proportions of Adit and Non-Adit Flows at Station CC-48

Zn Load at CC48 - Low Flow

AT
12%

13%

Zn Load at CC48 - Median
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3. In what proportions do the four major discharging adits in upper Cement Creek
contribute to the metal loadings observed at Station A72?

The analysis of flow from the three sub-drainages can be expanded to mass-loading using
the procedures described in Technical Approach and Methods and Procedures above. The
analysis is presented in spreadsheet “Mass Balance at A72” in Attachment 2, and the
principal results are summarized in Table 4 and Figure 3 in graphical form.

Table 4. Mass Loading of Zinc from the three sub-basins to total mass loading of Zn at
Station A72. Loading in kg Zn/day, except proportion of load in percent of total
load at A72, and calculation of Relative Percent Difference (RPD) between load
inferred as sum of the sub-basin drainages and the measured load at A72, also in

percent.
3/17/2010 Calculated 6/2/2010
Low Flow | % of Median % of High Flow | % of
Sub- Sub- Sub-
Basins Basins Basins
A68 28.2 22% 57.8 29% 347.4 53%
CC48 87.1 68% 110.2 55% 222.4 34%
M34 12.8 10% 31.9 16% 34.7 13%
Total 128.1 199.8 654.6
A72 151.4 283.3 795.8
Observed
RPD 8.4% 17.3% 9.7%
RPD =(A72 obs — Total) / (A72 obs + Total)

The results of the mass-loading calculations show that under LLow and Median Flow
conditions, Cement Creek (CC48 in Table 4) is the dominant sub-drainage for loading of Zn
at Station A72, ranging from 55% under Median Flow to 68% of the total Zn loading under
Low Flow conditions. However, under High Flow conditions, the upper Animas River (A68

in Table 4) produces 53% of the total load, and Cement Creek (CC48) has been reduced to
34% of the total Zn mass loading at A72.
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Figure 3. Pie charts of Mass Loading of Zinc from the three sub-basins to total mass loading
of Zn at Station A72

mas Zn (kg/d) to A72 - Low Flow

10%

Zn (kg/d) to A72 - Median

Flow (calc)

M34
16%

Zn (kg/d) to A72 - High Flow

Geochimica, Inc. page 13 of 15 14 July 2012





Sunnyside Gold — Mass Loading Analysis

From this analysis and the results of the Cement Creek analysis shown in Table 3 above, an
immediate calculation can be made of the contribution of the four major discharging adits in
Upper Cement Creek to the total Zinc loading at Station A72. The percentage contribution
of the adits to total Zinc loading at A72 is (Percentage of Cement Creek Load at A72) *
(Percentage of Adit Loading to Zinc Load at CC48). The results are shown in Table 5 below.

Table 5. Calculation of Zinc Loading at Station A72 Due to Zn Loading from the Four

Major Discharging Adits.
Percent Stream Percent Adit Percent Adit
Contribution of Contribution to Contribution to A72
CC48 to A72 Zn CC48 Zinc Load Zn Load (Column 2
Flow Condition Load (Table 4) (Table 3) times Column 3)
Low Flow 68% 55.5% 37.8%
(March, 2010)
Median Flow 55% 56.3% 31.0%
(calculated)
High Flow 34% 40.1% 13.6%
(June, 2010)

The calculations indicate that the four major discharging adits (American Tunnel, Gold
King, Red and Bonita, and Mogul) constitute 14% to 38% of the total Zinc loading observed
at Station A72 in 2010. The proportional contribution is greatest under Low to Median
Flows, and least under High Flow.

4. What are the uncertainties in the loading analysis at this time.

As shown in Table 2, the range of flow balance in the entire system reporting to A72 is from
1.1% relative percent difference (RPD) for Low Flow to 15.3% RPD for Calculated Median
Flow. The RPD is 12.5% at High Flow). These closures of flow are good in terms of
hydrological balances and in light of uncertainties in field flow measurements. The good
agreement suggests that existing errors are within commonly acceptable error limits for
measuring flow.

As shown in Table 4, the range of mass balance in the entire system reporting to A72 is from
8.4% RPD for Low Flow to 17.3% RPD for Calculated Median. The RPD is 9.7% for
High Flow conditions. These closures of mass balance for Zn are good in terms of
hydrochemical balances and in light of uncertainties in field flow measurements, commonly
considered to be up to +/- 20% in high-energy systems, and analytical reproducibility of
water chemistry, which typically is +/- 10% for values above detection limits. Agreement of
less than 15% suggests that existing uncertainties are within commonly acceptable error
limits for measuring flow and dissolved chemistry. Because the uncertainty limits for flow
are approximately twice as high as for concentrations, most of the apparent uncertainty
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Sunnyside Gold — Mass Loading Analysis

probably derives from the flow. The uncertainties in flow measurement encompass both
reproducibility of velocity measurements at multiple points on a cross section, plus
variability over time and uncertainty in the measurement of cross-sectional area of flow.
Especially under higher flow conditions, both velocity and cross section become more
difficult to measure with precision. In contrast standard laboratory QA/QC procedures are
used to control analytical precision and reproducibility, and these standard conditions are
better controlled in the laboratory than are field conditions for flow.

CONCLUSION

Based on the 2010 data, under Low Flow and Median Flow conditions, the four major
discharging adits contribute 31% to 38% of the total Zinc loading observed at Station A72.
This indicates that control of Zinc currently being released from the four adits is very
important to being able to achieve significant reductions in load (and therefore
concentrations) at Station A72 under the flow conditions expected over most of the year.

Under High Flow conditions, which reflect the snow-melt hydrograph for the high-
mountain environment, the four adits contribute about 14% of the load at A72. This
suggests that if a water-treatment plant were implemented, it may not be necessary for it to
be designed for the maximum flow conditions, because bypass of a portion of the actual
flow under High Flow conditions will have only a modest impact on the observed loading
and concentrations at A72. The expected value near 14% suggests that, given uncertainties
in measurements of both flow and concentration, the residual Zinc above that which could
be captured in adit treatment at High Flow may be within the total uncertainty of

measurements.
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Mass Loading Calculations





SGC- Mass Loading Att 2_Mass Loading Cales_2010-mjl02_13]Jul12

FLOW AND MASS BALANCES AT CC48 AND A72 IN 2010
Calculated for Minimum Q (with observed Zn)
Median Q and Zn

Mamximum Q (with Observed Zn)

Analysis for CC48 shows Min Qon 17 Mar 2010  (13.7 cfs)
Max Q on 02 Jun 2010 (137 cfs)

Match Dates at Other Stations as Closely as Possible

Focus of Study: Contributions of 4 Discharging Adits in upper Cement Creek to Total Flow and Mass Loading at CC-48, and to Flow and Mass Loading
at A72

Use Zn as Analytical Key: Effectively Conservative at Low pH and Essential to Compliance and Water-Treatment Evaluation

Mark Logsdon (11 July, 2012) - Calculations Initiated January 2012
Geochimica, Inc.

Aptos CA
ToC:
2.1: Cover (this sheet)
2.2-2.6: Data A68_2010
2.3 Data CC48_2010
2.4 data Adit Q and Load
2.5 Data M34_2010
2.6 Data A72_2010
2.7: Data Summary: Flow and Zn Mass
2.8: Flow and Zn Balance - Adits
2.9: Flow Balance at A72
2.10: Mass Balance at A72
2.11: A72 - Adit Mass (calc) - Calcuating Concentration for Assumed Mass Removal

Geochimica, Inc. Att 2.1: Cover 13 July 2012





SGC - Mass Loading

AG8
DATE
2/17/2010
3/2/2010
3/17/2010
4/13/2010
4/16/2010
5/5/2010
6/2/2010
7/8/2010
7/13/2010
8/10/2010
9/9/2010
9/14/2010
10/4/2010
11/2/2010
11/3/2010
12/7/2010

DATE

Min
10%
15%
25%

Median
75%
85%
90%

Max

Avg
StDev
cv

IQR

Low Flow
3/17/2010

Medians
Median
11/3/2010

Max Flow
6/2/2010

CFS
Q

18.9
50.0

131.1

517.0
125.0
81.0

73.0
44.0

36.0
58.0
55.0

CFS

18.9

36.0

40.0

47.0

58.0

103.0
128.1
131.1
517.0

108.1
140.0
1.3
56.0

58.0
58.0

517.0

Geochimica, Inc.

su

6.74
7.95
6.82
6.85
7.83
6.67
7.39
6.75
6.92
7.59
7.09
7.52
6.67
7.26
7.40
8.25

su

6.67
6.71
6.74
6.80
7.18
7.54
7.77
7.89
8.25

7.23
0.50

0.07
0.73

6.82

7.18
7.40

7.39

mg/L

Ca
73.90
66.66
65.60
53.60
61.44
34.58
17.72
32.47
34.90
33.47
46.78
52.40
48.80
56.30
50.12
48.62

mg/L

Ca
17.7
33.0
33.7
34.8
49.5
57.6
64.6
66.1
73.9

48.6
14.9

0.31
22.8

65.60

49.5
50.12

17.72

mg/L

4.13
3.41
3.81
3.49
3.80
2.04
1.24
2.06
2.31
2.60
291
3.25
2.71
3.27
292
2.82

mg/L

Mg
1.24
2.05
2.13
2.53
291
3.43
3.72
3.81
4.13

292
0.76

0.26
0.90

3.81

291
2.92

1.24

mg/L

Na
3.26
2.36
3.39
2.92
2.62
1.73
1.26
1.60
1.65
1.14
1.90
2.29
1.74
2.82
2.04
2.31

mg/L

Na
1.14
1.43
1.62
1.71
2.16
2.67
2.90
3.09
3.39

2.19
0.68
0.31
0.96

2.16
2.04

1.26

mg/L

0.50
0.69
0.50
0.50
0.65
0.50
0.47
0.49
0.50
0.52
0.86
0.09
0.59
0.09
0.55
0.64

mg/L

K
0.09
0.28
0.47
0.50
0.50
0.60
0.65
0.67
0.86

0.51
0.19
0.38
0.10

0.50
0.55

0.47

Att 2_Mass Loading Calcs_2010_mjl02_13Jul12

mg/L

SO4
167

153
130

70
33
67
71

100
101

109
108

mg/L

SO4
33
67
69
70

101
120
142
153
167

101
40

0.39
49

153

101
108

33

mg/L

TDS
300

268

143
81
120
150

213
324

210
173

mg/L

TDS
81
116
128
145
192
254
289
302
324

198
80

0.40
110

268

192
173

81

mg/L
Al
0.141
0.122
0.050
0.050
0.210
0.075
0.043
0.040
0.050
0.067
0.040
0.013
0.055
0.013
0.045
0.086

mg/L
Al
0.013
0.026
0.040
0.042
0.050
0.078
0.113
0.132
0.210

0.069
0.051

0.742
0.036

0.050

0.050
0.045

0.043

mg/L
Cd
0.0018
0.0016
0.0016
0.0041
0.0029
0.0013
0.0009
0.0008
0.0008
0.0012
0.0011
0.0013
0.0009
0.0014
0.0011
0.0012

mg/L
Cd
0.0008
0.0008
0.0009
0.0010
0.0012
0.0016
0.0018
0.0024
0.0041

0.0015
0.0009

0.5859
0.0005

0.0016

0.0012
0.0011

0.0009

Average of multiple splits
Value = 1/2 LOD

Att 2.2: data_A68_2010

mg/L
Cu
0.0015
0.0050
0.0015
0.0083
0.0081
0.0072
0.0272
0.0029
0.0500
0.0034
0.0030
0.0020
0.0030
0.0020
0.0029
0.0034

mg/L
Cu
0.0015
0.0018
0.0020
0.0026
0.0032
0.0074
0.0083
0.0177
0.0500

0.0082
0.0128

1.5546
0.0048

0.0015

0.0032
0.0029

0.0272

mg/L

Fe
0.050
0.185
0.050
0.050
0.128
0.050
0.037
0.051
0.050
0.058
0.035
0.005
0.085
0.005
0.057
0.085

mg/L

Fe
0.005
0.020
0.035
0.046
0.050
0.065
0.085
0.107
0.185

0.061
0.044

0.722
0.019

0.050

0.050
0.057

0.037

mg/L

Mn
3.56
2.76
2.71
3.73
4.32
1.05
0.33
0.74
0.65
1.31
1.21
1.31
1.42
1.79
1.39
1.29

mg/L

Mn
0.33
0.69
0.82
1.17
1.35
2.72
3.36
3.65
4.32

1.85
1.20

0.65
1.56

271

1.35
1.39

0.33

mg/L
Pb
0.0005

0.0005
0.0005

0.0010
0.0005
0.0024
0.0005

0.0005
0.0001

0.0001
0.0020
0.0015

mg/L
Pb
0.0001
0.0001
0.0004
0.0005
0.0005
0.0011
0.0017
0.0020
0.0024

0.0008
0.0007

0.8727
0.0006

0.0005

0.0005
0.0020

0.0005

mg/L

Zn
0.702
0.530
0.610
0.985
0.934
0.443
0.275
0.274
0.261
0.304
0.331
0.410
0.337
0.436
0.351
0.405

mg/L

Zn
0.261
0.275
0.282
0.324
0.407
0.550
0.679
0.818
0.985

0.474
0.226

0.476
0.226

0.610

0.407
0.351

0.275
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Zn Loads kg/d* 1b/d

Low Q 28.2 62.0
Median Q 57.8 127.1
Max Q 3474 7644

cfs *mg/L

times 2.4451 kg/d

times 2.20 5.38 Ib/d

Geochimica, Inc. Att 2.2: data_A68_2010 13 July 2012
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Att 2_Mass Loading Calcs_2010_mjl02_13Jul12

17 pH Ca Mg Na K S04 DS 1/ Cd Cr Fe M Pb Zn
Q 1

pH 0.051462 1

Ca 0.81591 0.096095 1

Mg 0.81237  0.09559  0.96076 1

Na 0.63411 -0.05837 0.876507 0.868766 1

K 0.063395 0.101224 0.019072 -0.01916  -0.1649 1

SO4 076983 -0.2569 0.980558 0.977692 0.945729 -0.01111 1

DS 0.67153 0.074059 0.873558 0.902161 0.797095 -0.29968 0.828114 1

Al 0.043888 0.319612 0.440031 0.428572 0.27239 0.460854 0.417801 0.165342 1

cd 0.26645 0.018971 0455031 0573368 0.581717 0.034363 0.520744 0.784328 0.40331 1

Cu 0407143 -0.09469 -0.48872 -047103 -0.3683 0.014976 -0.5319 -0.49467 -0.07123 -0.16511 1

Fe 0.03331 0453431 0.328524 0223938 0.04372 0.591479 0.079537 -0.36965 0.71094 0.192358 -0.05789 1

Mn 0.50869  0.07631 0.797731 0.849401 0.773246 0.132856 0.895323 0.752818 0.678483 0.836081 -0.32937 0.416816 1

Pb 0.02917 0.094464 027202 032132 -0.36131 0378122 -0.24113 -0.48062 0.132133 -027797 -0.19262 0.619222 -0.29567 1
Zn -0.34249 0.016038 0.639122 0.714457 0733225 0.071493 0.720891 0.719425 0.584798 0.945392 -0.23838 0.288722 0.945063 -0.30844

Geochimica, Inc.

Att 2.2: data_A68_2010

13 July 2012
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CC48
DATE

2/17/2010
3/2/2010
3/17/2010
4/6/2010
4/13/2010
5/5/2010
6/2/2010
7/8/2010
7/13/2010
8/10/2010
9/9/2010
9/14/2010
10/4/2010
11/2/2010
11/3/2010
12/7/2010

Min
10%
15%
25%

Median
75%
85%
90%

Max

Avg
StDev
cv

IQR

Low Flow
3/17/2010

Medians

Median

7/13/2010
9/9/2010

Max Flow
6/2/2010

Geochimica,

data entry and conversions, 07Jan12; checked 08Jan12

CFS
Q

13.70

26.40
40.00
137.00
25.00
21.00

17.00
15.00

15.00
14.00

provisional
FLOW_CFS
13.70
13.97
14.35
15.00
19.00
26.05
35.24
49.70
137.00

32.41
37.64
1.16
11.05

cfs
13.70

19.00
21.00
17.00

137.00

Inc.

PH
3.50
3.43
3.42

3.5
3.93
4.15
5.15
3.05
3.57
3.57
3.04
3.45
3.27
3.51
3.20
3.36

PH
3.04
3.13
3.22
3.34
3.48
3.57
3.84
4.04
5.15

3.57
0.51
0.14
0.23

3.42

3.48
3.57
3.04

5.15

mg/L
Ca
208.50
201.1
198.00
194.6
108.00
75.46
30.64
108.49
125.00
125.6
155.08
183.50
156.5
183.50
162.00
166.9

mg/L
Ca

30.64
91.73
108.12
120.87
159.27
186.28
197.16
199.56
208.50

148.93
50.04
0.34
65.41

198.00

159.27
125.00
155.08

30.64

mg/L
Mg
11.85
12.4
11.20
11.3
6.99
5.07
2.43
6.94
8.04
8.7
9.19
10.90
9.3
11.35
9.77
9.7

mg/L
Mg
2.43
6.01
6.96
7.78
9.51
11.23
11.34
11.60
12.37

9.07
2.68
0.30
3.45

11.20

9.51
8.04
9.19

2.43

mg/L
Na
5.21
4.7
5.76
4.6
3.52
2.08
1.31
2.78
3.45
2.8
3.90
4.67
3771.0
4.90
3.91
4.6

mg/L
Na
1.31
243
2.78
3.28
4.23
4.75
5.13
5.48
3771.00

239.32
941.78
3.94
1.46

4.23
3.45
3.90

mg/L
K
2.02
2.2
2.10
2.2
1.29
1.07
0.54
1.11
1.52
1.4
1.88
2.02
1.7
2.05
1.87
2.1

mg/L
K
0.54
1.09
1.16
1.39
1.88
2.06
2.09
2.14
2.22

1.69
0.49
0.29
0.66

2.10

1.88
1.52
1.88

0.54

Att 2_Mass Loading Calcs_2010_mjl02_13Jul12

AVERAGING SPLITS

mg/L
SO4
603.50

529.00

355.00
246.00
104.00
370.00
374.00

542.00
506.50

535.00
578.00

mg/L

SO4
104.00
246.00
300.50
362.50
506.50
538.50
560.00
578.00
603.50

431.18
156.11
0.36
176.00

529.00

506.50
374.00
542.00

104.00

TDS
960.00

940.00

351.00
170.00
521.00
620.00

807.00
818.00

880.00
820.00

DS
170.00
332.90
410.50
545.75
812.50
865.00
919.00
942.00
960.00

688.70
266.09
0.39
319.25

940.00

812.50
620.00
807.00

170.00

mg/L

8.42
8.075
7.82
7.996
4.83
3.17
0.98
4.32
5.09
5.942
6.54
7.38
6.695
7.56
6.68
6.694

mg/L

0.98
3.74
4.45
5.03
6.69
7.63
7.95
8.04
8.42

6.14
2.02
0.33
2.60

7.82

6.69
5.09
6.54

0.98

mg/L
Cd
0.01
0.0052
0.01
0.0055
0.00
0.00
0.00
0.00
0.00
0.0056
0.01
0.01
0.0061
0.01
0.01
0.0054

mg/L
Cd
0.00
0.00
0.00
0.00
0.01
0.01
0.01
0.01
0.01

0.01
0.00
0.20
0.00

0.01
0.00
0.01

0.00

Average of multiple splits
Value = 1/2 LOD

Att 2.3: data_CC48_2010

mg/L
Cu
0.12
0.133
0.11
0.129
0.11
0.09
0.07
0.12
0.12
0.184
0.18
0.16
0.178
0.14
0.16
0.131

mg/L

Cu
0.07
0.10
0.11
0.12
0.13
0.16
0.17
0.18
0.18

0.13
0.03
0.24
0.04

0.11

0.13
0.12
0.18

mg/L
Fe
13.25
12.844
9.64
13.628
8.54
6.37
2.38
3.07
4.30
5.034
5.34
8.93
8.209
11.40
8.65
9.532

mg/L
Fe
2.38
3.69
4.48
5.27
8.60
10.08
12.48
13.05
13.63

8.19
3.54
0.43
4.81

8.60
4.30
5.34

mg/L
Mn
5.28
5.346
5.20
5.349
3.01
2.16
0.83
2.70
3.28
3.491
4.17
4.99
4.729
5.17
4.52
4.516

mg/L
Mn
0.83
243
2.78
3.21
4.52
5.18
5.26
5.31
5.35

4.05
1.34
0.33
1.97

4.52
3.28
4.17

0.83

mg/L
Pb
0.01
0.015
0.01
0.016
0.01
0.01
0.01
0.02
0.02
0.018
0.02
0.02
0.022
0.02
0.02
0.017

mg/L

Pb
0.01
0.01
0.01
0.01
0.02
0.02
0.02
0.02
0.02

0.02
0.00
0.23
0.00

0.01

0.02
0.02
0.02

0.01

mg/L
Zn
2.67
2.676
2.60
2.681
1.58
1.41
0.66
1.55
1.80
2.026
2.26
2.67
2.487
2.88
247
2.272

mg/L
Zn
0.66
1.48
1.55
1.74
2.37
2.67
2.67
2.68
2.88

2.17
0.61
0.28
0.92

2.60

2.37
1.80
2.26

0.66
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Zn Loads kg/d* 1b/d
Low Q 87.1 191.6

Median Q 110.2 242.4
Max Q 222.4 489.3

Convert cfs*mg/L

Att 2_Mass Loading Calcs_2010_mjl02_13Jul12

times 2.83E+01 L/s
times 60 60 24
s/min min/hr  hr/d L/d
times [Zn]
mg/L
times 1.00E-03 1.00E-03
g/mg  kg/g  kg/d
times
cfs *mg/L
times 2.44512 kg/d
times 2.2 5.379264 1b/d

Geochimica, Inc.

Att 2.3: data_CC48_2010

Ib/kg

2.2

Ib/d

13 July 2012





SGC - Mass Loading

Att 2_Mass Loading Calcs_2010_mjl02_13Jul12

0 PH Ca Mg Na K S04 TDS Al Cd Cu Fe Mn I Zn
Q 1

PH 0.89345 1

Ca -0.80428 -0.69804 1

Mg -0.8248 -0.70952 0.99103 1

Na -0.74299 -0.15793 0.041738 0.024334 1

K -0.7992 -0.68054 0.973258 0.966953 -0.0156 1

SO4 -0.83705 -0.82158 0.957623 0.958357 0.891431 0.953717 1

TDS -0.82274 -0.74625 0.991296 0.988106 0.968018 0.982247 0.976516 1

Al -0.83631 -0.72408 0.990746 0.992255 0.074687 0.964699 0.968211 0.993707 1

cd -0.85443 -0.79369 0.79146 0.818027 0.237824 0.790041 0.919391 0.896887 0.844554 1

Cu -0.66792 -0.68714 0.436775 0.482811 0.374378 0.447008 0.745784 0.646739 0.51846 0.737686 1

Fe -0.58832  -0.3077 0.824775 0.811121 0.002071 0.810619 0.724021 0.799017 0.812046 0.586862 0.083984 1

Mn -0.79797 -0.69697 0.989546 0.984511 0.137008 0.973224 0.958169 0.988212 0.989655 0.841876 0.497394 0.830433 1

Pb -0.72045 -0.82807 0.277275 0.309427 0.41057 0.252774 0.498602 0.387686 0.326788 0.592636 0.723645 -0.11776 0.313884 1
Zn -0.78679 -0.70584 0.96883 0.973297 0.139685 0.955459 0.948598 0.969903 0.975899  0.8853 0.555699 0.794763 0.988268 0.349203

Geochimica, Inc.

Att 2.3: data_CC48_2010

13 July 2012





SGC - Mass Loading

Att 2_Mass Loading Calcs_2010_mjl02_13]Jul12

Adits cfs su mg/L mg/L mg/L mg/L mg/L mg/L mg/L
Name Site DATE Q pH Al Cd Cu Fe Mn Pb Zn
American Tunnel CC19 2/17/10 0.178 5.19 5.180 0.0022 0.0057 148.0 49.5 0.0014 19.9
American Tunnel  CC19 3/18/10 0.204 4.46 4.810 0.0023 0.0083 145.0 50.3 0.0018 20.6
American Tunnel CC19 4/13/10 0.204 5.38 4.710 0.0025 0.0062 159.0 49.7 0.0020 18.4
American Tunnel CC19 6/2/10 0.240 5.29 4.200 0.0022 0.0050 136.0 44.5 0.0022 17.6
American Tunnel  CC19 7/13/10 0.240 5.26 4.590 0.0022 0.0050 157.0 49.9 0.0025 19.7
American Tunnel CC19 9/14/10 0.268 4.47 4.930 0.0020 0.0020 164.0 51.4 0.0025 20.4
American Tunnel CC19 11/2/10 0.240 5.17 4.660 0.0025 0.0020 142.0 49.1 0.0015 21.4
Low 3/18/10 0.204 4.46 4.810 0.0023 0.0083 145.0 50.3 0.0018 20.6
Median Median 0.240 5.19 4.710 0.0022 0.0050 148.0 49.7 0.0020 19.9
High 6/2/10 0.240 5.29 4.200 0.0022 0.0050 136.0 445 0.0022 17.6
Prop from AT cfs su mg/L mg/L mg/L mg/L mg/L mg/L mg/L
Name Site DATE Q pH Al Cd Cu Fe Mn Pb Zn
Gold King 7 level CCo06 3/18/10 0.292 4.96 7.670 0.0359 2.6200 52.3 26.5 0.0010 15.5
Gold King 7 level  CCO06 4/14/10 0.333 5.13 7.220 0.0410 2.6900 47.4 26.2 0.0005 13.0
Gold King 7 level  CC06 6/2/10 0.558 2.82 57.700 0.1330 12.1000 213.0 27.1 0.0207 39.3
Gold King 7 level CCo06 7/14/10 0.485 3.03 29.800 0.0632 4.9700 81.9 29.6 0.0189 22.5
Gold King 7 level  CCO06 9/14/10 0.449 3.52 25.700 0.0569 5.5400 75.2 31.7 0.0211 21.7
Gold King 7 level ~ CC06 11/3/10 0.473 4.13 17.300 0.0533 3.9000 65.8 30.7 0.0065 20.7
Low 3/18/10 0.292 4.96 7.670 0.0359 2.6200 52.3 26.5 0.0010 15.5
Median Median 0.461 3.83 21.500 0.0551 4.4350 70.5 28.4 0.0127 21.2
High 6/2/10 0.558 2.82 57.700 0.1330 12.1000 213.0 27.1 0.0207 39.3

Geochimica, Inc.

att2.4: data_Adit Q and Load

kg/d cfs *mg/L
Zn Load times 2.4451
kg/d

10.3
11.7
10.3

1.1
23.9
53.6

13 July 2012





SGC - Mass Loading

Att 2_Mass Loading Calcs_2010_mjl02_13]Jul12

Prop from AT on 6/2 cfs su mg/L mg/L  mg/L.  mg/L mg/L  mg/L  mg/L
Name Site Date Q pH Al Cd Cu Fe Mn Pb Zn
Red & Bonita@c|{ RBM 02/18/10 | 0.364 5.44 3.920 0.0381 0.0418 83.1 35.2 0.0043 16.9
Red & Bonita@c| RBM 03/18/10 [ 0.415 5.76 2.690 0.0365 0.0112 85.6 32.9 0.0587 15.5
Red & Bonita@c| RBM 04/14/10 [ 0.403 5.94 2.280 0.0409 0.0138 87.1 32.5 0.0021 14.2
Red & Bonita@c|{ RBM 06/02/10 | 0.488 5.94 2.770 0.0386 0.0107 83.1 31.7 0.0089 14.7
Red & Bonita@c| RBM 07/13/10 [ 0.516 5.89 2.140 0.0372 0.0050 81.9 32.4 0.0107 14.7
Red & Bonita@c|{ RBM 09/14/10 | 0.541 6.14 2.970 0.0341 0.0136 81.1 35.7 0.0062 16.5
Red & Bonita@c|{ RBM 11/02/10 | 0.459 6.46 2.000 0.0380 0.0020 92.7 34.1 0.0079 17.2
Low 3/18/10 | 0.415 5.76 2.690 0.0365 0.0112 85.6 32.9 0.0587 15.5
Median Median 0.459 5.94 2.690 0.0380 0.0112 83.1 32.9 0.0079 15.5
High 6/2/10 | 0.488 5.94 2.770 0.0386 0.0107 83.1 31.7 0.0089 14.7
Prop from C48 on 6/2 cfs su mg/L mg/L mg/L mg/L mg/L mg/L mg/L
Name Site Date Q pH Al Cd Cu Fe Mn Pb Zn
NF Cement@rd ct CCO7A  2/18/10 0.277 3.24 14.300 0.0472 2.8800 38.4 259 0.0016 15.6
NF Cement@rd c1 CCO7A  3/18/10 0.315 3.16 13.500 0.0451 2.7200 33.5 25.3 0.0016 14.8
NF Cement@rd ci CCO7A  4/14/10 0.608 3.27 14.700 0.0433 2.7900 42.0 21.8 0.0018 11.8
NF Cement@rd c1  CCO7A 6/2/10 3.150 3.17 9.160 0.0252 1.6900 19.7 4.4 0.0168 5.7
NF Cement@rd ci  CCO7A  7/13/10 0.348 2.99 22.900 0.0516 3.5000 39.1 195 0.0137 15.1
NF Cement@rd ci CCO7A  9/14/10 0.295 2.97 28.200 0.0581  4.5800 51.8 28.7 0.0161 21.0
NF Cement@rd ct CCO7A  11/2/10 0.204 3.05 22.300 0.0604 3.6900 47.3 27.1 0.0061 18.7
Low 3/18/10 0.315 3.16 13.500 0.0451 2.7200 335 25.3 0.0016 14.8
Median Median  0.315 3.16 14700 0.0472  2.8800 39.1 253 0.0061 15.1
High 6/2/10 3.150 3.17 9.160 0.0252 1.6900 19.7 4.4 0.0168 5.7

Geochimica, Inc.

att2.4: data_Adit Q and Load

15.7
17.4
17.5

114
11.6
43.9

13 July 2012





SGC - Mass Loading

Att 2_Mass Loading Calcs_2010_mjl02_13]Jul12

random in range cfs su mg/L mg/L  mg/L.  mg/L mg/L  mg/L  mg/L
Name Site Date Q pH Al Cd Cu Fe Mn Pb Zn
Mogul CC02D  2/18/10  0.154 3.54 2.910  0.0435 0.0162 30.8 31.1 0.1890 31.2
Mogul CC02D  3/18/10 0.162 3.36 2.610 0.0393  0.0183 27.5 29.1 0.1820 28.5
Mogul CC02D  4/14/10 0.125 3.38 2.510 0.0410 0.0199 27.4 29.1 0.1780 25.8
Mogul CC02D 6/3/10 0.138 3.58 2.390 0.0389 0.0223 22.0 24.1 0.1530 22.9
Mogul CC02D  7/14/10 0.095 3.48 3.110 0.0563  0.0322 26.0 28.5 0.1860 29.8
Mogul CC02D  9/15/10 0.109 3.48 3.700 0.0557 0.0220 30.2 33.1 0.2190 36.7
Mogul CC02D  11/4/10 0.102 3.38 3.230 0.0542 0.0145 29.6 32.9 0.2380 37.8
Low 3/18/10 0.162 3.36 2.610 0.0393 0.0183 27.5 29.1 0.1820 28.5
Median Median 0.125 3.48 2.910 0.0435  0.0199 275 29.1 0.1860 29.8
High 6/3/10 0.138 3.58 2.390 0.0389  0.0223 22.0 24.1 0.1530 22.9

Geochimica, Inc.

att2.4: data_Adit Q and Load

11.3
9.1
7.7

13 July 2012





SGC - Mass Loading Att 2_Mass Loading Calcs_2010_mjl02_13Jul12

M34 CFS su mg/L mg/L mg/L mg/L mg/L mg/L mg/L mg/L mg/L mg/L mg/L mg/L mg/L
Date Q pH Ca Mg Na K SO4 TDS Al Cd Cu Fe Mn Pb 7Zn
2/17/2010 4.97 109.0 8.87 5.35 0.50 324 500 4.410 0.0011 0.0103 2.49 0.63 0.0015 0.328
3/2/2010 4.64 95.0 7.87 4.53 0.77 4172 0.0011 0.0134 2.65 0.66 0.0034 0.241
3/17/2010 17.9 5.02 109.0 8.59 5.67 0.50 307 520 4.700 0.0010  0.0112 2.47 0.63 0.0020 0.292
4/6/2010 4.51 91.2 7.36 4.64 0.93 3.333 0.0010 0.0140 3.35 0.55 0.0045 0.280
4/13/2010 72.8 6.22 53.3 4.11 4.77 0.50 153 0.160 0.0020  0.0123 1.70 0.32 0.0017 0.499
5/5/2010 130.0 6.22 44.2 3.37 2.89 0.50 115 160 0.028 0.0007 0.0040 1.63 1.37 0.0010 0.211
6/2/2010 576.0 7.40 20.1 1.77 1.24 0.31 35 91 0.109 0.0001 0.0046 0.21 0.14 0.0005 0.060
718/2010 109.0 6.60 37.0 3.56 1.73 0.44 99 153 0.021 0.0004 0.0022 0.75 0.18 0.0026 0.090
7/13/2010 85.0 6.77 39.5 3.57 2.20 0.50 105 170 0.050 0.0004  0.0050 1.17 0.21 0.0005 0.102
8/10/2010 7.74 41.9 3.73 1.59 0.44 0.041 0.0005 0.0058 1.56 0.24 0.113
9/14/2010 38.0 6.73 70.0 5.94 3.44 0.09 180 280 0.013 0.0007  0.0020 3.17 0.44 0.0001 0.196
10/4/2010 6.30 66.5 5.55 2.89 0.65 0.108 0.0004 0.0050 3.03 0.41 0.161
11/2/2010 33.0 6.40 75.0 6.17 4.02 0.09 202 305 0.013 0.0008  0.0020 3.82 0.45 0.0001 0.233
11/3/2010 38.0 6.45 62.7 4.99 2.94 0.55 187 230 0.049 0.0007 0.0045 3.03 0.37 0.0005 0.202
12/7/2010 51.0 6.48 64.7 5.33 3.62 0.77 0.627 0.0008 0.0086 2.75 0.38 0.0015 0.231
CFS su mg/L mg/L mg/L mg/L mg/L mg/L mg/L mg/L mg/L mg/L mg/L mg/L mg/L
Q pH Ca Mg Na K SO4 TDS Al Cd Cu Fe Mn Pb Zn
Min 17.9 4.51 20.1 1.77 1.24 0.09 35 91 0.013 0.0001 0.0020 0.215 0.14 0.0001 0.060
10%  31.5 4,77 38.0 3.45 1.65 0.18 93 141 0.016 0.0004  0.0021 0.918 0.19 0.0002 0.095
15%  34.8 4.98 39.7 3.56 1.78 0.32 101 154 0.021 0.0004  0.0023 1.204 0.21 0.0004 0.103
25%  38.0 5.62 43.0 3.65 2.54 0.44 108 160 0.034 0.0004  0.0042 1.592 0.28 0.0005 0.137
Median 61.9 6.40 64.7 5.33 3.44 0.50 167 230 0.108 0.0007 0.0050 2.490 0.41 0.0015 0.211
75%  103.0 6.67 83.1 6.76 4.58 0.60 198 305 1.980 0.0010  0.0108 3.026 0.59 0.0020 0.261
85%  122.7 6.77 94.7 7.82 4.76 0.76 270 461 4.088 0.0011 0.0122 3.156 0.63 0.0027 0.291
90%  174.6 7.15 103.4 8.30 5.12 0.77 309 504 4.315 0.0011 0.0130 3.280 0.65 0.0032 0.314
Max 576.0 7.74 109.0 8.87 5.67 0.93 324 520 4.700 0.0020 0.0140 3.815 1.37 0.0045 0.499
Avg 115.1 6.16 65.3 5.39 3.43 0.50 171 268 1.189 0.0008 0.0070 2.251 0.47 0.0015 0.216
StDev 165.9 0.96 26.9 2.10 1.39 0.23 91 153 1.877 0.0004  0.0043 1.034 0.30 0.0013 0.111
cv 1.44 0.16 0.41 0.39 0.40 0.46 0.53 0.57 1.58 0.57 0.61 0.46 0.65 0.87 0.51
IQR 65.0 1.05 40.0 3.12 2.04 0.16 91 145 1.946 0.0006  0.0065 1.435 0.31 0.0015 0.124
Low Flow Q pH Ca Mg Na K SO4 TDS Al Cd Cu Fe Mn Pb Zn
3/17/2010 17.9 5.02 109.0 8.59 5.67 0.50 307 520 4.700 0.0010  0.0112 2.470 0.63 0.0020 0.292
Medians
Median 61.9 6.40 64.7 5.33 3.44 H#NUM! 167 230 0.108 0.0007 0.0050 2.490 0.41 0.0015 0.211
4/13/2010 72.8 6.22 53.3 4.11 4.77 0.50 153 250 0.160 0.0020  0.0123 1.700 0.32 0.0017 0.499
12/7/2010 51.0 6.48 64.7 5.33 3.02 0.77 200 300 0.627 0.0008 0.0086 2.752 0.38 0.0015 0.231
Max Flow
6/2/2010 576.0 7.40 20.1 1.77 1.24 0.31 35 91 0.109 0.0001 0.0046 0.215 0.14 0.0005 0.060

Average of multiple splits
Value = 1/2 LOD
Hot-deck imputation form rest of chemistry where no values available

Geochimica, Inc. Att 2.5: data_M34_2010 13 July 2013





SGC - Mass Loading Att 2_Mass Loading Calcs_2010_mjl02_13Jul12

Zn Loads kg/d* 1b/d

Low Q 12.8 28.1
Median Q 31.9 70.1
Max Q 84.7 186.4
cfs *mg/L
times 2.4451 kg/d
times 2.20 5.38 Ib/d

Geochimica, Inc. Att 2.5: data_M34_2010 13 July 2013





SGC - Mass Loading

Att 2_Mass Loading Calcs_2010_mjl02_13Jul12

0 »H Ca Mg Na K S04 TDS A/ Cd Cu Te Mn Db Zn
Q 1

pH 0.616319 1

Ca -0.67193 -0.85163 1

Mg -0.69052 -0.83667 0.994932 1

Na -0.62505 -0.83443 0.897382 0.863644 1

K -0.13787 -0.54742 0287711 0.276122 0.257532 1

SO4 -0.70786 -0.90942 0.994511 0.987226 0.900559 0.099568 1

TDS -0.58738 -0.91322 0.987069 0.984984 0.975034 0.082296 0.980084 1

Al 0.21124 -0.87126 0.846248 0.843342 0.750592 0.442737 0.831064 0.896682 1

cd -0.4805 -0.53749 0491691 0.44521 0785137 0.21879 0.477303 0.889273 0.384087 1

Cu -0.14666 -0.74526 0.597442 0.56924 0.700064 0.708358 0.529342 0.760212 0.763813 0.675908 1

Fe -0.68998 -0.47257 0.710451 0.70386 0.605427 0.112019 0.676854 0.580212 0.273531 0.311712 0.178835 1

Mn 0.22471 -0.47134 0.348099 0.298747 0.392897 0.171535 0.266818 021701 0.313943 0.251652 0.168923 0.243074 1

Pb 015923 -0.76137 0.416395 0.425686 0.391564 0.782104 0.208841 0.285486 0.625129 0.332615 0.741274 0.09743 0.130981 1
Zn 046608 -0.56648 0.560446 0.505434 0.84158 0.209279 0.568377 0.897408 0.410057 0.975224 0.660199 0.396896 0.297538 0.270629 1

Geochimica, Inc.

Att 2.5: data_M34_2010

13 July 2013





SGC - Mass Loading

A72
DATE
2/17/2010
3/17/2010
4/13/2010
5/4/2010
6/2/2010
6/9/2010
7/8/2010
7/13/2010
8/10/2010
9/14/2010
10/4/2010
11/2/2010
11/3/2010
12/7/2010

Min
10%
15%
25%

Median
75%
85%
90%

Max

Avg
StDev
cv

IQR

Low Flow
3/17/2010

Medians
Median
5/4/2010

Max Flow
6/2/2010

CFS

Q

51.6
138
189
1580
1300
259
205
199
96

99
110

FLOW_CFS

51.6
96
97.5
104.5
189
232
779.5
1300
1580

384.2
529.1

1.4
127.50

51.6

189
189

1580

Geochimica, Inc.

su

pH
5.07
5.04
6.09
6.56
6.51
7.07

6.8
6.565
7.135
6.48
7.54
6.25
6.38
5.82

pH
5.04
5.30
5.78
6.13
6.50
6.74
7.07
7.12
7.54

6.38
0.71

0.11
0.01

5.04

6.50
6.56

6.51

mg/L
Ca
127.0
122.0
63.2
57.0
19.1
21.0
44.2
48.7
49.3
81.0
75.6
83.1
74.4
98.5

Ca
19.1
27.9
43.0
48.8
68.8
82.5
99.7

115.0
127.0

68.9
32.6
0.5
33.68

122.0

68.8
57.0

mg/L
Mg
8.50
7.81
4.51
3.73
1.53
1.63
3.07
3.58
1855.85
5.84
5.09
5.63
4.99
5.79

Mg
1.53
2.06
3.00
3.62
5.04
5.82
7.84
8.29

1855.85

136.97
494.73
3.01
2.21

7.81

5.04
3.73

mg/L

Na
5.11
4.98

4135
2.53
1.31
1.04
752
2.18

1.8035
3.31
2.78
3.63
2.95
3.82

Na
1.04
1.46
1.78
2.27
3.13
4.06
4.99
5.07

752.00

56.54
200.17
3.54
1.79

498

3.13
2.53

mg/L
K
1.23
1.025
0.5
0.634
0.5
0.452
0.774
0.5
0.631
0.6375
0.871
0.085
0.6755
1.201

K
0.09
0.47
0.50
0.50
0.64
0.85
1.03
1.15
1.23

0.69
0.31
0.45
0.35

0.04
0.634

0.5

Att 2_Mass Loading Calcs_2010_mjl02_13Jul12

mg/L
SO4
366
329
184
155
42
42
117
95
140
196

228
219

SO4

42

48

76
111
169
221
263
319
366

176
101

0.57
109.75

329

169
155

42

mg/L mg/L mg/L
TDS Al Cd
570 3.290 0.0026
545 2.730 0.0027
0.201 0.0029
0.025 0.0018
97 0.0007
0.062 0.0007
188 0.023 0.0010
220 0.0012
0.030 0.0014
180 0.0018
0.148 0.0016
345 0.192 0.0021
301 1.089 0.0016
0.551 0.0020
TDS Al Cd
97 0.023 0.0007
155 0.025 0.0008
180 0.028 0.0010
186 0.046 0.0012
261 0.192 0.0017
395 0.820 0.0020
535 1.910 0.0026
553 2.730 0.0026
570 3.290 0.0029
306 0.758 0.0017
173 1.164 0.0007
0.57 1.53 0.40
209.00 0.77 0.00
545 2.730 0.0027
261 0.192 0.0017
0.025 0.0018
97 0.025 0.0007

Average of multiple splits
Value = 1/2 LOD

mg/L

Cu
0.036
0.035
0.019
0.008

0.003
0.010
0.007
0.006
0.013
0.014
0.014
0.010
0.021

Cu
0.0031
0.0060
0.0067
0.0076
0.0130
0.0190
0.0236
0.0323
0.0359

0.0151
0.0104

0.69
0.01

0.035

0.0130
0.008

0.004

mg/L

Fe
3.25
2.50
1.94
1.56
0.22
0.12
0.31
0.50
0.50
1.54
1.50
2.16
1.58
2.04

Fe
0.125
0.251
0.310
0.503
1.546
2.010
2172
2.397
3.250

1.408
0.951

0.68
1.51

2.50

1.546
1.56

0.22

mg/L
Mn
2.71
2.90
1.75
1.13
0.24
0.27
0.66
0.65
0.95
1.48
1.45
1.68
1.35
1.83

0.24
0.38
0.63
0.73
1.40
1.73
1.87
2.45
2.90

1.36
0.80
0.59
1.00

1.40
1.13

0.24

mg/L

Pb
0.0027
0.0013

0.0001

0.0009
0.0047

Pb
0.0001
0.0004
0.0006
0.0009
0.0013
0.0027
0.0035
0.0039
0.0047

0.0019
0.0018

0.93
0.0018

0.0013

0.0013
0.0001

0.0002

Hot-deck imputation form rest of chemistry where no values available

Att2.6: data_A71_2010

mg/L
Zn
1.11
1.20
0.85
0.60
0.21
0.16
0.36
0.35
0.44
0.72
0.63
0.75
0.58
0.67

Zn
0.164
0.250
0.344
0.375
0.613
0.743
0.863
1.032
1.200

0.616
0.306
0.50
0.37

0.613
0.597

13 July 2012





SGC - Mass Loading Att 2_Mass Loading Calcs_2010_mjl02_13Jul12

Zn Loads kg/d*  1b/d

Low Q 151.4 333.1
Median Q 283.3 623.2
Max Q 7958  1750.8
cfs *mg/L
times 2.4451 kg/d
times 2.20 5.38 Ib/d
Geochimica, Inc. Att2.6: data_A71_2010

13 July 2012





SGC - Mass Loading

Att 2_Mass Loading Calcs_2010_mjl02_13Jul12

0 H Ca Mg Na K S04 TDS 1/ Cd Cu Fe Mn Pb Zn
Q 1

pH 0.353226 1

Ca L0.74232 -0.74706 1

Mg 0.11868 0.302743 -0.16864 1

Na -0.08228 0.165128 -021181 -0.07966 1

K 022302 -0.47045 0.622847 -0.05629 0.077642 1

SO4 07418 -0.86593 0.98823 -0.10859 -0.17807 0.594174 1

DS 0.58504  -0.9359 0.930885 0.907722 -0.27082 0.596797 0.94233 1

Al 0.31698 -0.82909 0.829437 -0.20457 -0.20564 0.619263 0.887271 0.935047 1

cd 0.68636 -0.70384 0.817119 -0.11451 -0.27752 0351619 0.850998 0.923141 0.582242 1

Cu 046657 -0.8698 0916711 -0.26845 -0.1346  0.64692 0.915721 0.939708 0.880169 0.810555 1

Fe 0.64747 07592 0931135 026959 -0.32517 0.467841 0.947176 0.908963 0.736967 0.904976 0.864631 1

Mn 0.6681 -0.78373 0.96704 -0.14468 -0.24487 0.563093 0.974239 0.944901 0.827123 0.91209 0.95206 0.948015 1

Pb 0.18695 -0.00257 0.037913 0.061582 0.85409 0.34624 0.059386 -0.88672 0.05954 -0.15864 0.137595 -0.13089 -0.03896 1
Zn 0.67692 -0.77169 093009 -0.16613 -0.23921 0477819 0.954164 0.922737 0.790191 0.943651 0.922477 0.942436 0.985702 -0.06678

Geochimica, Inc.

Att2.6: data_A71_2010

13 July 2012





SGC - Mass Loading

FLOW AND MASS-LOAD SUMMARY - RIVER STTAIONS AND ADITS

River Stations
CFS

AGS8

C48
M34

A72 Observed

kgZn /d

AGS8
C48
M34

A72 Observed

Geochimica, Inc.

Low Flow
3/17/2010
18.9
13.70
17.9

51.6

Low Flow

3/17/2010
28.2
87.1
12.8

151.4

Median
Calculated
58
19.00
61.9

189

Median
Calculated
57.8
110.2
31.9

283.3

Att 2_Mass Loading Cales_2010

High Flow
6/2/2010
517

137.00

576

1580

High Flow
6/2/2010
347.4
222.4
84.7

795.8

Adits
CFS Low Flow
3/17/2010
AT 0.204
GC 0.292
RB 0.415
Mogul 0.162
C48 Obs. 13.7

kgZn /d Low Flow

3/17/2010
AT 10.28
GC 11.07
RB 15.73
Mogul 11.29
C48 Obs. 87.10

Att 2.7: Flow and Mass Summary

Median

Calculated
0.240
0.461
0.459
0.125

19

Median
Calculated
11.68
23.90
17.38
9.11

110.18

High Flow
6/2/2010

0.240

0.558

0.488

0.138

137

High Flow
6/2/2010

10.33

53.62

17.52

7.73

222.41

13 July 2012





SGC - Mass Loading

Flow and Zn Balance - Adits

Adits
CFS Low Flow
3/17/2010
AT 0.204
GC 0.292
RB 0.415
Mogul 0.162
Total 1.073
C48 Obs. 13.7
prop of C48 7.8%

kgZn /d Low Flow

3/17/2010
AT 10.28
GK 11.07
RB 15.73
Mogul 11.29
Non-Adit 38.74
Total 48.36
C48 Obs. 87.10

prop of C48  55.5%

Geochimica, Inc.

Median
Calculated
0.240
0.461
0.459
0.125
1.285
19
6.8%

Median
Calculated
11.68
23.90
17.38
9.11
48.11
62.06
110.18
56.3%

High Flow
6/2/2010
0.240
0.558
0.488
0.138
1.424

137

1.0%

High Flow
6/2/2010
10.33
53.62
17.52

7.73
133.21
89.20
222.41
40.1%

Att 2_Mass Balance Cales_mjl02_13Jul12

Att 2.8: Flow and Zn Balance - Adits

13 July 2012





SGC - Mass Loading

Att 2_Mass Balance Calcs_mjl02_13Jul12

Adits-Zn Load (kg/d)- Low Q

Adits-Zn Load (kg/d) - Median Q
(calc)

Adits-Zn Load (kg/d) - High Q

Mogul
9%

Zn Load at CC48 - Low Q

Geochimica, Inc.

Zn Load at CC48 - Median Q

Zn Load at CC48 - High Q
AT

5%

Att 2.8: Flow and Zn Balance - Adits

13 July 2012





SGC - Mass Loading

FLOW BALANCE CALCULATIONS AT A72

CFS Low Flow
3/17/2010

A68 18.9
CC48 13.70
M34 17.9
Total 50.5
A72 Obsetrved 51.6
RPD 1.1%

(A72 obs - Total) /
(A72 obs + Total)

Median

Calculated
37% 58
27% 19.00
35% 61.9

138.9

189

15.3%

High Flow
6/2/2010

42% 517

14% 137.00

45% 576

1230
1580

12.5%

Att 2_Mass Loading Calcs_2010_m;jl02_13Jul12

42%
11%
47%

Flow to A72 - Low Q

Flow to A72 - Median Q (calc)

Geochimcia, Inc.

Att 2.9: Flow Balance at A72

Flow to A72 - High Q

13 July 2012





SGC - Mass Loading

Zn-BALANCE CALCULATIONS AT A72

kgZn /d Low Flow Median

3/17/2010 Calculated
A68 28.2 22% 57.8
CC48 87.1 68% 110.2
M34 12.8 10% 31.9
Total 128.1 199.8
A72 Obsetrved 151.4 283.3
RPD 8.4% 17.3%

(A72 obs - Total) /
(A72 obs + Total)

29%
55%
16%

Att 2_Mass Loading Calcs_2010_m;jl02_13Jul12

High Flow
6/2/2010
347.4 53%
222.4 34%
84.7 13%

654.6
795.8

9.7%

Zn (kg/d) to A72 - Low Q

Zn (kg/d) to A72 - Median Q (calc)

Zn (kg/d) to A72 - High Q

Geochimica, Inc.

Att 2.10: Zn Mass Balance at A72

13July 2012





SGC - Mass Loading

CALCULATED CONCENTRATIONS AT A72 WITH MASS REMOVAL AT ADITS

Calculates apparent concentration of Zn (mg/L) at A72 for

% removal of Mass loading a Adits

Let Jzn (X) be the Load of Zn in kg/d at the point X in th

eparenthesis

3Q be the sum of the Adit flows for the condition tested

in CFS

% rem be the percent removal of adit mass load

Mazn be the calculated concentration of Zn in mg/L

Zn Low Q
3/17/2010

Observed Jzn(A72) 151.4 kg/d
Observed Jzn(Adits) [T kg/d

Y%rem 1

AJzn 103.0 kg/d
Observed Q(A72) 51.6 cfs

Factor 2.44512 FIXED

Mzn 0.817 mg/L

Mzn 816.7 ug/L
Observed Mzn(obs) 1.20 mg/L

Median Q
Calc
283.3 kg/d
62.1 kg/d
1
221.2 kg/d
189 cfs

2.44512 FIXED

0.479 mg/L.
478.7 ug/L
0.613 mg/L

Variable Treatment Factor - Modeler sets

Geochimica, Inc.

Att 2_Mass Loading Calcs_2010_,j102_13]Jull12

High Q
6/2/2010
795.8377 kg/d
89.20 kg/d
1
706.6 kg/d
1580 cfs

2.44512 FIXED

0.183 mg/L
182.9 ug/L
0.206 mg/L

Att 2.11: A72 - Adits (calc)

13]uly 2012





SGC - Mass Loading Att2_Mass Loading Calcs_2010_mjl02_13]Jull2

SUMMARY AND EVALUATION

Flow: Range of balance 1.1% RPD forlow Q to 15.3% RPD for Calculated Median (12.5% at High Q)

Good to Reasonable for Flow

Mass: Range of balance from 8.4% for Low Q to 17.3% for Calculated Median (9.7% for High Q)
Good to Reasonable for Mass.

Flow from Adits is a minor component of Q at C48 (1%-6%)

Zn Load from Adits is a large component of Zn load at C48 (40% to 56%)

Removal fo Zn Load from Adits is Important to Observed Zn concentration at A72 for Low Q,

somewhat for Median Q, but a minor difference for High Q. See Note below on high variance for

calculated Median

Note: For general considerations assume Q values are precise to ~+/- 20%; chemical values to ~+/-
10%. Most of the variance in Load is associated with Q.

Note: All RPD Show Observed Q and Mass > Calculated. Looks to be systematic to higher measured
Q values at A72

Note: Highest variance is for calculated Median. Note that each value is calculated as median
separately - no covariance structure included.

Geochimica, Inc Att 2.12: Evaluation 13 July 2012
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